Contractor Must Check And Verify All Dimensions On The Job.
Room Finish Schedule - Underground Parking Garage - Level P4 Room Finish Schedule - Level 1 Mezzanine Room Finish Schedule - Level 7 Do Not Scale The Drawings.
oo e o Caiing oo B o Caiin oo Bie o Caiin ROOM FINISH LEGEND - (REFER TO SPECIFICATIONS) PROVISION FOR FUTURE INSTALLATION OF GRAB ROOM FINISH GENERAL NOTES: STORAGE GARAGE CONFORMANCE REQUIREMENTS: ” S N
. All Drawings, Specifications And Related Documents Are The Copyright O
Room Floor Floor Base Base Wall Minimum Fire | Ceiling Ceiling Room Floor Floor Base Base Wall Minimum Fire | Ceiling Ceiling Room Floor Floor Base Base Wall Minimum Fire | Ceiling Ceiling BARS IN THE MAIN BATHROOM: . The Architect And Must Be Returned Upon Request.
! lo € 3a: ] We \ 1 eil ! lo € 3 ) We ) 1 el | lo ; 3 We ) 1 eil VATERIALS: VATERIALS: FINISH 1. OBC FLAME SPREAD AND SMOKE DEVELOPED CLASSIFICATION REQUIREMENTS, LIGHTING:
Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall | Material Finish Remarks Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall | Material Finish Remarks Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall | Material Finish Remarks _— _— N 0.B.C.3.1.5AND 3.1.13 A . -
FUTURE INSTALLATION OF GRAB BARS IN THE MAIN BATHROOM - AS REQUIRED TO MEET PROVISIONS OF A ADEQUATE ARTIFICIAL LIGHT REQUIRED TO MAINTAIN THE MINIMUM LEVEL OF ILLUMINATION Reproduction Of Drawings, Specificafions And Related Documents
AC ACOUSTIC CEILING IN INSULATION ANOD  ANODIZED THE ONTARIO BUILDING CODE FORMING PART OF SENTENCES 3.3.4.9 & 3.8.3.5(3)(a), 3.8.3.8(3)(c), MAXIMUM FSR MAXIMUM SDC . SHALL BE PROVIDED AT ALL TIMES In Part Or Whole Is Forbidden Without The Architects Written Permission.
LEVEL P4 LEVEL 1 MEZZ. LEVEL 7 REFER TO WALL OR 3.8.3.13(2)(f), & 3.8.3.13(4)(c): (FLAME SPREAD RATING)  |(SMOKE DEVELOPMENT. CLASS.) :
A-P4 STAIR A CONC PT-5 CONC /CB - CONC /CB PT-12 2 HR. EX PT-12 1MO1 ARTSCAPE ELEVATOR LOBBY CONC - - - CONC /CB/GWB - - GWB/AC - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 701 WEST ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES ACT iggﬁgﬁ'ﬁcETDlLE CEILING TYPE cs CONCRETE SEALER LOCATION OF ELEMENT B. FOR THE PURPOSES OF THIS CHAPTER, THE FOLLOWING MINIMUM LEVEL OF ILLUMINATION This Drawing Is Not To Be Used For Construction Until Signed ByThe Architect.
B-P4 STAIR'B' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 1M02 ARTSCAPE RECEPTION CONC - - - CONC/CB/GWB - - GWB/AC - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 702 WEST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES LAM  LAMINATE FLOORING E EGGSHELL / SATIN WALLS |CEILINGS | FLOORS | WALLS |CEILINGS | FLOORS SHALL APPLY:
C-P4 STAIR'C' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 1M03 ARTSCAPE BOARDROOM CONC - - - GWB - - GWB/AC - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 703 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES ATT ASPHALT TRAFFIC 810 Date: June 12, 2015
P400 PARKING GARAGE CONC | WRS/PT-6 | CONC/CB | WRS/PT-9 CONC/CB PT-11 - EX PT-11 1M04 ARTSCAPE ADMIN OFFICE CONC - - - GWB - - GWB/AC - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 704 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - TOPPING MDF  MEDIUM DENSITY G HIGH GLOSS A EXITS 25 25 1 FOR INTERIOR LIGHTING OF A BUILDING AREA. THE LEVEL OF ILLUMINATION SPECIFIED FOR
P401 ARTSCAPE BOILER ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. EX PT-12 1M05 ARTSCAPE OFFICE CONC - - - CONC/CB/GWB - - GWB/AC - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 705 ELEC. CL. CONC - CB - CB - 2HR. EX - FIBERBOARD 610 THE AREA IN THE BUILDING CODE.
P402 ARTSCAPE CHILLER ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. EX PT-12 1M06 BF.W.C. CONC - - - CONC/CB/GWB - - GWB/AC - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 706 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - AU ACOUSTICUNDERLAY | | BLYWOOD HARD ﬁi‘;‘;ERESNCRETE CORRIDORS 150 150
P403 ELEVATOR SUMP PUMP CONC ETT CONC ETT CONC PT-12 2HR. EX PT-12 1M07 ARTSCAPE STORAGE CONC - - - CONC/CB/GWB - - GWB/AC - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 707 EAST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES CB CONCRETE BLOCK 2. FOR EXTERIOR LIGHTING FOR PARKING LOTS, WALKWAYS, STAIRS, PORCHES, VERANDAS,
P404 WEST VESTIBULE CONC ST-1 GWB ST-1 CONC/CB/GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES 1M08 SERVICE CORRIDOR CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. IN - 708 EAST ELEVATOR LOBBY CONC - GWB R GWB - 1 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES RB RUBBER BASE ID REFER TO INTERIOR -ono- ELEVATOR CARS 75 75 300 450 450 450 %gg?g“&%%ﬁﬁgi?g;%%ﬁy'L"EA\f{E'L‘F,iipﬁ,SAﬁ X,{,’g'ﬁ"&gﬂﬁg IE,\',‘T%;'S"é‘gTNI'g\',\,Ag ',?TNC%E\,L%',‘ES
P405 WEST ELEVATOR LOBBY CONC ST-1 GWB ST-1 CONC/CB/GWB - 2HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 1M09 ARTSCAPE RECYCLING DROP OFF CONC ETT CONC/CB ETT CONC/CB/IN PT-12 2HR. GWB/AC PT-12 709 EAST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES CONC  CONCRETE DESIGN DRAWINGS = ( A OF LEVEL WHERE THERE ARE STAIRS OR RAMPS.
P406 LOCKER ROOM CONC PT CONC/CB - CONC/CB PT-12 1.5 HR. EX PT-12 1M10 ARTSCAPE GARBAGE ROOM CONC ETT CONC/CB ETT CONC/CB/IN PT-12 2HR GWB/AC PT-12 710 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES cr CONCRETE TOPPING RT RUBBER TILE " VATT . O 1) ELEVATOR VESIBULES 25 25 300 100 100 300
P407 VEST. CONC PT CONC/CB - CONC/CB PT-12 - EX PT-12 1M1 WEST GARBAGE ROOM CONC ETT CONC/CB ETT CONC/CB/IN PT-12 2HR. GWB/AC PT-12 711 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - ST STONE TILE N c. INTERIOR AND EXTERIOR LIGHTING FIXTURES AND LAMPS SHALL BE INSTALLED AND o
P408 LOCKER ROOM CONC PT CONC/CB - CONC/CB PT-12 15 HR. EX PT-12 M12 ARTSCAPE MOVING ROOM CONC PT CONC/CB R1 CONC/CB PT-12 1HR. GWB/AC PT-12 712 VEST. CONC PT-5 CONC/CB R CONC/CB PT-12 2HR. EX PT-12 CPT CARPET NS NON SLIP SERVICE SPACES AND SERVICE ROOMS [ 25 25 gﬁwmgq:gssguTTH:JYT:FETV\é?RTﬁSEESQEF?T'\]YSC?&AE\;CETLIJ\QBEFS{T’\IA?(EM% ACFQ$$"§BD 2 $
P409 BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 1.5 HR. EX PT-12 1M13 FRESH AIR PLENUM CONC ETT EIFS - EIFS/CONC /CB - - HS - HEATED SOFFIT - SEE DETAIL C3-A/ A8-02 713 ARTSCAPE NORTH CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES sw SHAFT WALL WITHOUT UNDUE EYE STRAIN / aon &
P410 LOCKER ROOM CONC PT CONC/CB - CONC/CB PT-12 1.5 HR. EX PT-12 1M14 RECYCLING DROP OFF ROOM CONC PT CONC/CB R1 CONC/CB PT-12 1HR. GWB/AC PT-12 714 ARTSCAPE ELEC.CL CONC - CONC/CB - CONC/CB - 2 HR. EX - CwB  CEMENT WALL PCS  POLISHED CONCRETE BATHROOMS IN DWELLING UNITS 200 200 ' BT
P11 EAST ELEVATOR LOBBY CONC ST GWB ST CONC/CB/GWB } 2 FR. GWB } REFER TO ID DRAWINGS FOR FINISHES M5 MAKE-UP AIR UNIT ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2FR. GWB/AC PT-12 715 ARTSCAPE GARBAGE ROOM CONC ST2 CB/GWB ST2 CB/GWB ST2/PT 1HR. EX PT-12 _|REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES BOARD T ;%EbCEEUFf\IAM'C OR SEALER - - - D. ALL STANDARDS SUPPORTING ARTIFICIAL LIGHTS, LIGHTING AND THE CONNECTIONS SEAL MUST BE SIGNED 70 BE VALID
P412 EAST VESTIBULE CONC ST-1 GWB ST-1 CONC/CB/GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES 1M16 RETAIL CONDENSER ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. IN PT-12  |FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 716 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES EIFS  EXTERIOR INSULATED T PAINTED COMBUSTIBLE GLAZING AND SKYLIGHTS| 75 75 75 TO LIGHTING HALL BE KEPT IN A SAFE AND CLEAN CONDITION, IN GOOD REPAIR AND IN " .
P413 BOILER ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. EX PT-12 M17 POOL MECH. ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. GWB/AC PT-12  |FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 717 ARTSCAPE ELEVATOR LOBBY CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES FINISH SYSTEM TG TEMPERED GLASS =) R 150 IF THE ASSEMBLIES HAVE AN INDIVIDUAL AREA OF NOT MORE THAN 9M2 AND GOOD WORKING ORDER. Building Permit
P414 CHILLER ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. EX PT-12 1M18 RETAIL ELECTRICAL ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. GWB/AC PT-12  |FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 718 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES SG SEMI GLOSS ® MEET 3.1.5.4.(1)(a). E. ALL LIGHTING FIXTURES SHALL BE PROTECTED FROM DAMAGE. AND. IF NECESSARY TO
P415 LOCKER ROOM CONC PT CONC/CB : CONC / CB PT-12 15 HR. EX PT-12 1M19 RETAIL MAKE-UP AR UNIT ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. GWB/AC PT-12 G7 STAR'G' CONC PT5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 ETT  ELASTOMERICTRAFFIC | T-GB  SUSPENDED GYPSUM e IT IS PERMITTED TO HAVE A RATING OF 25 ON THE UPPER HALF OF THE WALL AND 150 ON THE PROTECT A LIGHTING FIXTURE FROM DAMAGE, THE LIGHTING FIXTURE SHALL BE
TOPPING TILE STF SPRAY TEXTURED
1M20 EXIT CORRIDOR CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 H-7 STARH' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 FINISH LOWER HALF, OR 150 THROUGHOUT IF THE FLOOR AREA IS SPRINLKLERED. PROTECTED BY THE PROVISION OF WIRED GLASS OR OTHER SUITABLE MEANS OF
Room Finish Schedule - Underground Parking Garage - Level P3 1M21 RETAIL MECHANICAL ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. GWB/AC PT-12  |FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 J7 STAR ' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 EX EXPOSED VB VINYL BASEBOARD Eﬁgﬂsﬁ'ﬂg :T'igﬁg'éi ’;('?()EVEEEK”ETIEE \TV?O\ELAQ/ERAF'\AAéégﬂgyvghgosKﬁoiivgésgfoDPED I\PAF:\%TTESIISJNMAE%JEENFé§#§$%ﬁND THE PROTECTIVE MATERIAL SHALL BE
= 5 Wall =T F-1M STAIR'F CONC PT-5 CB - CB PT-12 2HR. EX PT-12 K-7 STAIR 'K CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 STRUCTURE STL STEEL CALSSIFIGATIONS OF NOT MORE THAN 200 (3.1.13.7.(6))
oor ase a elling G-1M STARR'G' CONC PT-5 CONC /CB - CONC/CB PT-12 2 HR. EX PT-12 Kx-7 STAIR 'Kx' CONC PT-5 CONC/CB - CONC / CB PT-12 2 HR. EX PT-12 FRE ver VINYL COMPOSITE . 1 PARKING OR STORAGE GARAGES:
Room Floor Floor Base Base Wall | Minimum Fire| Ceiling | Ceiling H-1M STAR H' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 e R TILE UF UNFINISHED 2. CONCRETE BLOCK WALLS ARE TO EXTEND TO U/S OF STRUCTURAL SLAB ABOVE, UNLESS
Number Room Name Material | Finish Material Finish Wall Material Finish |Rating of Wall| Material | Finish Remarks J-1M STAR 'S CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 R Finish Schedule - Level 8 wpP WATERPROOFING WRS  WATER REPELLENT 93 OTHERWISE INDICATED. A THE WALLS, FLOORS, CEILINGS AND COLUMNS OF EVERY PARKING OR STORAGE
Jx-1M STAIR 'JX CONC PT-5 CONC/CB - CONC/CB PT-12 2HR EX PT-12 oom Finish Schedule - Leve FIGL  FIRELITE GLASS (SEE SPECIFICATIONS) SEALER © GARAGE SHALL BE MAINTAINED FREE OF HOLES, BREAKS OR CRACKS, AND IMPERVIOUS
: Py 3. PROVIDE COMPRESSIBLE JOINT FILLER CONTINUOUS AT TOP OF ALL BLOCK WALLS. TO WATER.
KM STAR 'K CONC/CT PT5 CONC - CONC PT-12 2HR. EX PT-12 Floor Base Wall Ceiling
LEVEL P3 _ i _ _ Es FLOATING SLAB WG WALL COVERING | CAULK JOINT WHERE EXPOSED. PROVIDE FIRE STOPPING AND SMOKE SEALS AT
A-P3 STAIR ‘A’ CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 R-1M STAIR'R' STL PT-5 - - cB PT-12 - GWB/AC PT-12_ |STEEL STAIR Room Floor Floor Base Base Wall Minimum Fire | Ceiling Ceiling [ — PERIMETER JOINTS AND PENETRATIONS IN FIRE RATED PARTITIONS. ULC LISTED FIRE B. IF A PARKING OR STORAGE GARAGE HAS A COMMON ENTRANCE AND A CAPACITY
B-P3 STAIRR'B' CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall| Material Finish Remarks GL GLASS WB WOOD BASEBOARDS STOP SYSTEM TO BE PROVIDED. FOR MORE THAN FIVE VEHICLES, IT SHALL BE PAINTED AS FOLLOWS, AND ALL PAINTED
= __ SURFACES SHALL BE MAINTAINED IN A STATE OF GOOD REPAIR AND REASONABLE
C-P3 STAIR'C CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 Room Finish Schedule - Level 2 G PROVIDE WOOD BLOCKING 4. PROVIDE LATERAL BRACING AT TOP OF CONCRETE BLOCK WALLS. REFER TO STRUCTURAL CLEANLINESS:
P300 PARKING GARAGE CONC | ETT/PT6 | CONC/CB | ETT/PT-9 CONC/CB PT-11 - EX PT-11 Floor B Wall Cellin LEVEL 8 WB  GYPSUMWALLBOARD | WD WOoD REINFORCEMENT FOR FUTURE DRAWINGS.
P301 WEST VESTIBULE CONC ST-1 GWB ST-1 CONC /CB/ GWB - - GWB - [REFERTO ID DRAWINGS FOR FINISHES 00 ase a __ : __wering 801 WEST ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - [REFERTO ID DRAWINGS FOR FINISHES HWD  HARDWOOD FLOORING INSTALLATION OF GRAB BARS 1. EVERY GEILING, WALL AND COLUMN SHALL BE PAINTED WHITE FROM 60 CENTIMETRES
P302 WEST ELEVATOR LOBBY CONC ST GWB ST CONC/CB/GWB - 2HR. GWB - REFER TO ID DRAWINGS FOR FINISHES Room Floor Floor Base Base Wall | Minimum Fire | Ceiling | Ceiling 802 WEST CORRIDOR CONC - GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES > ALL BATHROOM PARTITIONS TO BE FULLY INSULATED. ) B Oy O D F THE WALL AND THE COLUMN FROM FLOOR LEVEL TO A
P303 BICYCLE STORAGE ROOM CONC PT CONC /CB _ CONC/CB PT-12 15 HR. EX PT-12 Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall| Material Finish Remarks 803 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES HS HEATED SOFFIT 6. ALL SUITE PIPE SPACES TO BE FULLY INSULATED. HEIGHT OF 60 CENTIMETRES SHALL BE PAINTED BLACK.
P304 VEST. CONC PT CONC/CB - CONC/CB PT-12 - EX PT-12 804 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX -
P305 LOCKER ROOM CONC PT CONC/CB - CONC/CB PT-12 - EX PT-12 LEVEL 2 805 ELEC. CL. CONC - CB - CB - 2HR. EX - —A— —A\r— 7. USE WATER RESISTANT TILE BACKER BOARD AROUND SHOWER AREAS AND BATHTUB c. NO MACHINERY, BOATS, VEHICLES, TRAILERS OR PARTS OF THEM THAT ARE IN A
P306 BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 15 HR. EX PT-12 201 WEST ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 806 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - ENCLOSURES. WRECKED, DISCARDED, DISMANTLED, INOPERATIVE OR ABANDONED CONDITION, OR KIRKOR ARCHITECTS + PLANNERS
P307 BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 15 HR. EX PT-12 202 WEST CORRIDOR CONC - GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES 807 EAST CORRIDOR CONC - GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES 8 ALL FORM WORK TIE HOLES IN CONCRETE WALLS T BE FILLED WITH EITHER GROUT PLUGS OR s QR RUBBISH SHALL BE KEPT OR ALLOWED TO REMAIN IN A PARKING OR STORAGE . .
P308 EAST ELEVATOR LOBBY CONC ST-1 GWB ST-1 CONC/CB/GWB - 2HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 203 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES 808 EAST ELEVATOR LOBBY CONC - GWB - GWB - 1 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES ' NON-SHRINK HIGH STRENGTH GROUT AS PER STRUCTURAL SPECIFICATIONS. : 20 Martin Ross Avenue, Toronto, Ontario, M3J 2K8
P309 EAST VESTIBULE CONC ST-1 GWB ST-1 CONC/CB/GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 204 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - 809 EAST CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES GARAGES DOORS; EXIT DOORS: T(416) 665-6060, F(416) 665-1234, www.kirkorarchitects.com
P310 BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 15HR. EX PT-12 205 ELEC. CL. CONC - CB - CB - 2 HR. EX - 810 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES FINISHES COLOUR LEGEND 9. EXTEND GYPSUM BOARD PARTITIONS FULL HEIGHT TO U/S OF STRUCTURAL SLAB, UNLESS
206 STORAGE CONC PT GWB R1 GWB PT-12 1HR. EX PT-12 811 ELEC. CL. CONC - CONC/CB - CONC/CB - 2 HR. EX - OTHERWISE INDICATED. A g{ggﬁg’éiﬁgﬁ%ﬁS'IgoE\gSI'Fz,gEDVEV"I'}?_IUXQF;L'J"_‘r%FI\*A'EAST?COgL%%IRNEGSfAEECH)XN’TSP,\;\FFFT_:EG OR No.: | Revision Date
Room Finish Schedule - Underground Parking Garage - Level P2 207 B.F W.C & CHANGE ROOM CONC/CT - cwB - cwB - - CWB/AC - REFER TO ID DRAWINGS FOR FINISHES 812 VEST. CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 CODE AREA DESCRIPTION|  DETAILS NSTRUCTIONS - [MANUFACTURER  REMARKS € ) a N — 10. AT NON-RATED FIRE SEPARATIONS, SOUND AND FIRE RATED PARTITIONS, CAULK PERIMETER GARAGE DOOR SHALL BE EQUIPPED WITH A SENSING DEVICE THAT DOES NOT ALLOW
- 208 W/C CONC/CT - GWB - GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 813 ARTSCAPE NORTH CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES JOINTS AND PENETRATIONS THROUGH GYPSUM BOARD, FIRE STOP ALL PENETRATIONS IN FIRE THE DOOR TO CLOSE WHEN ANY PERSON, ANIMAL OR OBJECT IS CROSSING ITS PATH.
Floor Base Wall Ceiling 209 BILLIARDS ROOM CONC/CT - GWB - GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 814 ARTSCAPE ELEC.CL CONC - CONC/CB - CONC/CB - 2HR. EX - 35 900 300 RATED PARTITIONS AND NON-RATED FIRE SEPARATIONS. ULC LISTED FIRE STOP SYSTEM TO
Room Floor Floor Base Base Wall | Minimum Fire | Ceiling | Ceiling 211 BAR CONC/CT - GWB - GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 815 ARTSCAPE GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST2/PT THR. EX PT-12__|REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES C.AC.F. BERAMIN BE PROVIDED. B. e R O Gt o OR STORAGE GARAGE SHALL
. .. . . . . . . . . . . " " " " " . " . " ROOM & =] .
Number Room Name Material | Finish Material Finish Wall Material Finish |Rating of Wall| Material | Finish Remarks 212 LOUNGE AREA CONC/CT GWB GWB/GL GWB/AC REFER TO ID DRAWINGS FOR FINISHES 816 ARTSCAPE WEST CORRIDOR CONC GWB GWB 1HR. GWB REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES PT1  |REmoOTE PAINT COLOUR: ! 1. AT NON-RATED FIRE SEPARATIONS, SOUND AND FIRE RATED PARTITIONS FILL AND TAPE ALL
213 NORTH CORRIDOR CONC/CT - GWB - GWB /GL - - GWB /AC - REFER TO ID DRAWINGS FOR FINISHES 817 ARTSCAPE ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES PANEL ROOM HUSHED HUE / JOINTS FASTENER HEADS, EDGES AND CORNERS IN GYPSUM BOARD AT BOTH EXPOSED AND C. IN A BUILDING OF NOT MORE THAN TWO STOREYS IN BUILDING HEIGHT, A PARKING OR
LEVEL P2 214 LOUNGE AREA CONC/CT - GWB - GWB/GL - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 818 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES #1520 | 3 CONCEALED LOCATIONS. ULC LISTED FIRE STOP SYSTEM TO BE PROVIDED. STORAGE GARAGE MAY BE SERVED BY ONE PEDESTRIAN EXIT DOOR IF:
AP2 STAR'A CONG PT5 CONC/CB . CONC/CB PT12 AR EX P12 215 DINING CONC/CT - GWB - GWB/GL - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES G-8 STAIR'G' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 ( ®
— STARS CoNG S ConeTca - ConeTca s TR = Sy 516 CATERING KITCHEN CONG /CT - GWE - GWE - - GWB/AC - REFER TO ID DRAWINGS FOR EINISHES ns STAIR'IT CONG 5T CONG/CB - CONG/CB 5112 >HR. = 5112 12. PROVIDE AND INSTALL PORTABLE FIRE EXTINGUISHERS TO CITY OF TORONTO FIRE 1. THE FLOOR AREA OF THE STORAGE GARAGE IS 200 SQUARE METRES OR LESS;
: L — DEPARTMENT STANDARDS AT ALL FIRE HOSE CABINETS, ELECTRICAL ROOM, MECHANICAL 2, THE MAXIMUM TRAVEL DISTANCE FROM ANY POINT WITHIN THE PARKING OR STORAGE
C-P2 STAIR'C' CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 217 JANITOR / LAUNDRY CONC/CT - GWB - GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES J-8 STAR'Y CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 aggéf*EM'N PENTHOUSE, GARBAGE/RECYCLE ROOM AND ANY ADDITIONAL ROOMS REQUIRED BY FIRE GARAGE TO THE EXIT IS 25 METRES OR LESS; AND
P200 ARTSCAPE PARKING GARAGE CONC | ETT/PT-6 | CONC/CB | ETT/PT-9 CONC/CB PT-11 1HR. EX PT-11 218 UNIVERSAL WIC & CHANGE ROOM CONC/CT - GWB : cWB : - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES K8 STAIR K CONC PTs CONC/CcB - CONC/cB PT12 2 HR. EX PT12 COLOUR: DEPARTMENT IN CONFORMANCE WITH 3.2.5.17 OF THE O.B.C. AND PART 6 OF THE FIRE CODE 3. THE OCCUPANT LOAD SERVED BY THE EXIT IS NOT MORE THAN 60 PERSONS.
P201 PARKING GARAGE CONC ETT/PT6 | CONC/CB | ETT/PT-9 CONC/CB PT-11 - EX PT-11 219 W/C CONC/CT - GWB - GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES PT2  |GARBAGE PAINT ANCIENT GENERAL MADE UNDER THE FIRE PROTECTION AND PREVENTION ACT, 1997.
520 EAST CORRIDOR CONG . GWEB . GWB . THR. GWB . REFER TO ID DRAWINGS FOR FINISHES — AREA PAINT SHEEN D. EVERY PEDESTRIAN EXIT DOOR REFERRED TO IN SUBSECTION B:
P202 ARTSCAPE LOCKER ROOM CONC PT CONC/CB - CONC/CB PT-12 1.5 HR. EX PT-12 Room Finish Schedule - Level 9 JORY APPLICATION 13, FOR WINDOW PROTECTION IN APARTMENT BUILDINGS COMPLY WITH OBC 3.7.2.
P203 ARTSCAPE BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 1.5 HR. EX PT-12 221 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - Fi B Wall Coili #0C—133 (REFER TO PROVIDE WOOD BLOCKING 1. SHALL BE DESIGNED AND INSTALLED TO OPEN IN THE DIRECTION OF EXIT TRAVEL AND
P204 ARTSCAPE VESTIBULE CONC ST-1 GWB ST-1 CONC /CB/GWB - - GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 222 STORAGE CONC PT GwB R1 GwWB PT-12 1 HR. EX PT-12 oor ase a erling SPECSIFICATI REINFORCEMENT FOR FUTURE 14, ALL DIMENSIONS ARE TO BE FIELD VERIFIED FOR CORRECTNESS. IF ANY DEVIATIONS OR SHALL SWING ON ITS VERTICAL AXIS;
P205 ARTSCAPE ELEVATOR LOBBY CONC ST GWB ST CONC/CB/GWB ; 2HR. GWB 5 REFER TO ARTSCAPE 1D DRAWINGS FOR FINISHES 223 EAST ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES Room Floor Floor Base Base Wall | Minimum Fire | Ceiling | Ceiling A ONS FOR_ INSTALLATION OF GRAB BARS DISCREPANCIES OCCUR, CONTACT THE ARCHITECT FOR VERIFICATION IMMEDIATELY. 2. SHALL HAVE A RELIABLE SELF-CLOSING MECHANISM, AND SHALL NOT AT ANY TIME BE
- - - - : e : o : L : : Ny JAMI SECURED IN AN OPEN POSITION;
P206 VEST. CONG PT CONC/CB - CONC /CB PT-12 _ EX PT-12 224 EAST CORRIDOR CONC GwB GwB 1HR. GwB REFER TO ID DRAWINGS FOR FINISHES Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall| Material Finish Remarks FIRE EXIT ’
MOORE OF PAINT BENJAMIN 15, WRITTEN DIMENSIONS ON THESE DRAWINGS SHALL TAKE PRECEDENCE OVER SCALED 3. SHALL BE DESIGNED AND INSTALLED SO THAT, WHEN THE LATCH IS RELEASED, THE DOOR
P207 ARTSCAPE SPRINKLER PUMP ROOM CONC v CONC/CB ST CONC/CB PT-12 TR, EX PT12 225 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES s [STAR AT COLOUR: SHEENS) MOORE A A DIMENSIONS. DO NOT SCALE DRAWINGS. WILL OPEN EASILY IN THE DIRECTION OF EXIT TRAVEL:
P208 ARTSCAPE BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 1.5 HR. EX PT-12 226 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - LEVEL 9 HANgRA'LS & NOC TURNAL  FOR 4. SHALL, EXCEPT AS PERMITTED IN SUBSECTION D(5), BE EQUIPPED WITH FASTENINGS THAT
P209 ELEVATOR MACHINE ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2 HR. EX PT-12 227 VEST. CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 901 WEST ELEVATOR LOBBY CONC - GWB - GWB - 1THR. GWB _ REFER TO ID DRAWINGS FOR FINISHES GUARDS ;’5% 5 30 WALL USE 16. THE CONTRACTOR AND ALL SUBCONTRACTORS SHALL CAREFULLY REVIEW AND EXAMINE THE ALLOW THE DOOR TO BE READILY OPENED FROM THE INSIDE WITHOUT REQUIRING KEYS,
P210 BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 150R EX PT-12 228 ARTSCAPE NORTH CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 902 WEST CORRIDOR CONG - GWE - GWE - THR GWE - REFER TO ID DRAWINGS FOR FINISHES LATEX BASE [© [ D)1= N DRAWINGS, SPECIFICATIONS, DETAILS AND NOTES FOR INFORMATION REGARDING THE SCOPE SPECIAL DEVICES OR SPECIALIZED KNOWLEDGE OF THE DOOR'S OPENING MECHANISM; AND
5 HR. . = . 5
P211 BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 1.5 HR. EX PT-12 229 ARTSCAPE ELEC.CL CONC - CONC /CB - CONC /CB - 2HR. EX - 903 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1HR. EX PT-12__|REFER TO ID DRAWINGS FOR FINISHES ECGSHELL s OF WORKINTENDED ',\_A:TYC'HEQ FE,F,’S;* éLESmka%TEF\{,?S'\?EASGTNOE EECEI;O%KEIND%EO)E{KEE,_T,E é[SQEES ,L“S;}T‘g,ﬁ’ EP%F,{EATE
230 ARTSCAPE GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1HR. EX PT-12  |REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES FINISH 610 3 ’
P212 BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 1.5 HR. EX PT-12 904 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - BENJAMIN 3 17. CONSTRUCT AND PROVIDE PROJECT SIGN AS SHOWN IN PROJECT MANUAL IF APPLICABLE. FOLLOWING CONDITIONS ARE MET:
P213 EAST VESTIBULE CONC ST-1 GWB ST-1 CONC/CB/GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES 231 ARTSCAPE WEST CORRIDOR CONC - GWB - GwB - 1HR. GwB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 905 ELEC. CL. CONC - CB - CB - 2HR. EX - MISC ELLANEOU MOORE 2. FOR + REFER ALSO TO SPECIFICATION FOR DESCRIPTION. ALL SIGNS SUBJECT TO APPROVAL BY
P214 EAST ELEVATOR LOBBY CONC ST-1 GWB ST-1 CONC/CB/GWB - 2 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 232 ARTSCAPE ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 906 ELEC. CL. CONC - CONC/CB - CONC/CB - 2 HR. EX - PT4  [S BACK OF PAINT COLOUR: CEILING USE LOCAL AUTHORITIES. INSTALL ARCHITECTS SIGN. (a) THE BUILDING IS EQUIPPED WITH A FIRE ALARM SYSTEM CONFORMING TO THE
P215 MECHANICAL ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2HR EX PT-12 233 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 907 EAST CORRIDOR CONC - GWB - GWB - 1HR GwB - REFER TO ID DRAWINGS FOR FINISHES AND FRAMES. i ey O 3 18 ALL WORK RELATING TO THIS CONSTRUCTION SHALL COMPLY WITH THE 2014 ONTARIO ONTARIOBUILDING GO0
. 1~ . 723 .
P216 IRRIGATION MECHANICAL ROOM CONC ETT CONC/CB ETT CONC PT-12 2 HR. EX PT-12 G-2 STAIR .G. CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 908 EAST ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 42114-50 ® BUILDING CODE. (OBC, O.REG. 332/12 AS AMENDED TO O.REG. 191/14) (b) THE LOCKING DEVICE IS INSTALLED AS AN ANCILLARY DEVICE TO THE FIRE ALARM:
P217 BICYCLE STORAGE ROOM CONC PT CONC/CB - CONC/CB PT-12 1.5 HR. EX PT-12 H-2 STAIR'H CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 909 EAST CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 3. FOR MDF
Z-P2 STAIR'Z' CONC PT-5 CONC /CB _ CONC /CB PT-12 2 HR. EX PT-12 J-2 STAIR'J' CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 910 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1HR. EX PT-12 REFER TO ID DRAWINGS FOR FINISHES BASEBOARD, 19. DOOR STOPS ARE REQUIRED ON ALL DOORS WITHOUT CLOSERS. 1. UPON ACTIVATION OF THE FIRE ALARM SIGNAL;
K2 STARK CONC PT5 CONC/CB } CONC/CB PT-12 2HR. EX PT-12 o1t = EC oL “ONC - “ONC/CB - CONC/CB - AR Ex - MDF 2. IN THE EVENT OF A POWER FAILURE OR GROUND FAULT; AND
s ' EXIT STAIR BENJAMIN CLADDING, 20. FIELD VERIFY ALL OPENING DIMENSIONS BEFORE ORDERING DOORS AND WINDOWS. 3. UPON ACTUATION OF A MANUALLY OPERATED SWITCH ACCESSIBLE
Room Finish Schedule - Underground Parking Garage - Level P1 2 VEST. CORS P15 CONC/CB - CONC /CB PT-12 2HR. EX PT12 TREADS MOORE Doos FRa ONLY TO AUTHORIZED PERSONNEL MANNING A CENTRAL CONTROL
_ Room Finish Schedule - Level 3 913 ARTSCAPE NORTH CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES PT5  |RISERS & PAINT COLOUR: ng ALKYS"E' 21. ALL CONTRACTORS SHALL BE RESPONSIBLE FOR THOROUGHLY EXAMINING THE SITE TO FACILITY AT ALL TIMES THAT THE BUILDING IS OCCUPIED;
Floor Base Wall Ceiling i B Wall Coili 914 ARTSCAPE ELEC.CL CONC - CONC/CB - CONC/CB - 2HR. EX - LANDINGS TI;\!gNggg SASE AT S ROVIDE WOOD BLOGKING DETERMINETHE EXTENT OF ALL EXISTING CONDITIONS PRIOR TO SUBMITTING ANY QUOTATIONS. () A MANUALLY ACTIVATED SIGNALING BOX FOR THE FIRE ALARM SYSTEM IS LOCATED
Room Floor Floor Base Base Wall | Minimum Fire| Ceiling | Ceiling oor ase a _ : __Lefling 915 ARTSCAPE GARBAGE ROOM CONC ST2 CB/GWB ST2 CB/GWB ST2/PT THR. EX PT-12 |REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES #AF- FINISH REINFORCEMENT FOR FUTURE S O T O B O TR SR ALL INDICATE THE CONTRACTOR'S (@ O T L O R T R R I OO, NUALLY BY THE
Number Room Name Material | Finish | Material Finish Wall Material Finish |Rating of Wall| Material | Finish Remarks Room Floor Floor Base Base ) Wall | Minimum Fire | Ceiling | Ceiling 916 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 4 FOR INSTALLATION OF GRAB BARS ' ACTUATION OF THE SWITCH IN SUBSECTION D(5)(B)[3]:
Number Room Name Material | Finish | Material Finish Wall Material Finish |Rating of Wall| Material | Finish Remarks 917 ARTSCAPE ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES METAL USE 22. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL DAMAGES TO SURFACES, FINISHES AND (e) A LEGIBLE SIGN HAVING THE WORDS EMERGENCY EXIT UNLOCKED BY FIRE ALARM
LEVEL P1 918 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES PQEKWG SEMI—GLOSS MATERIALS, AND SHALL BEAR ALL COSTS INCURRED TO RECTIFY, REPAIR OR REPLACE SAME TO IS PERMANENTLY MOUNTED ON THE EXIT DOOR; AND
AP STARA CONC PTE CONCTCB - SONCTCB 5712 IR EX 5712 LEVEL 3 G9 STAR'G' CONC PT5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 - (FS’AINTGEED - wgg . FINISH THE ARCHITECTS SATISFACTION. ) LTGEHL\I/EVHEFXIEE/ gr;\lﬂ EFMSE?FL\IERSETQR%EED IN SUBSECTION D(5)(E) IS 25 MILLIMETRES
- ) IN - .
B-P1 STAR'B' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 301 WEST ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES H9 STAIR H CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 PARKING YELLOW 23, THE CONTRACTOR SHALL ASSUME RESPONSIBILITY FOR PROCEEDING WITH ANY WORK PRIOR
C-P1 STAIR'C' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 302 WEST CORRIDOR CONC - GwB - GwWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES J-9 STAIR *J CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 WALKWAYS TO RECEIVING ARCHITECTS APPROVALS WHERE REQUIRED. E. IF MORE THAN ONE PEDESTRIAN EXIT DOOR IS REQUIRED FROM A PARKING OR STORAGE
Y STAR'D CONG - CONG/CB - CONG/CB - SHR EX - FINISHES BY FUTURE TENANT 7 OWNER 303 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES Kx-9 STAIR 'Kx' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 HANDICAPPED WASHROOM DETAIL GARAGE, THE EXIT DOORS SHALL BE LOCATED SO THAT THE TRAVEL DISTANCE TO AT LEAST
=P STARE CONG S CONG/CB - CONG/CB S TR Ex S 304 ELEC. CL. CONC - CONC/CB - CONC/CB - SHR. EX - 24. THE CONTRACTOR SHALL COORDINATE ALL WORK WITH THE GENERAL CONTRACTOR AS NE EXIT DOOR SHALL NOT BE MORE THAN:
P STAIRT CONG REFER TO ID DRAWINGS FOR FINISHES 305 ELEC. CL. CONC N CB N CB N 2 HR. EX N — BENJAMIN ALL BARRIER FREE ELEMENTS TO CONFORM TO OBC 3.8.3 REQUIRED, INCLUDING BUT NOT LIMITED TO WORKING HOURS, NOISE GENERATION, GARBAGE
- - - - - - - - - 306 ELEC OL CONG CONC/CB CONC/CB AR Ex Room Finish Schedule - Level 10 MOORE REMOVAL, ELEVATOR ACCESS, ETC. THE CONTRACTOR SHALL FOLLOW THE GENERAL 1. SIXTY-ONE METRES IN ANY PARKING OR STORAGE GARAGE THAT IS AN OPEN PARKING OR
M-P1 STAIR'M' CONC PT-5 CONC/CB - CONC/CB PT-12 - EX PT-12 . CL. - - - : - = B Wall Caili PUBLIC COLOUR: CONTRACTOR'S INSTRUCTIONS REGARDING WORK HOURS, TIE-INS & ANY OTHER WORK THAT STORAGE GARAGE OF NOT MORE THAN 10,000 SQUARE METRES IN BUILDING AREA AND
P100 COMMERCIAL PARKING GARAGE CONC | ETT/PT-6 | CONC/CB | ETT/PT9 CONC/CB PT-11 - EX/IN PT-11 307 EAST CORRIDOR CONC - GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES oor ase a ering p17  |CORRIDOR, PAINT NN B ENUAMIN PROVIDE o AFFECTS OTHER CONTRACTORS ON-SITE. WHERE NO ALTERNATIVE USE IS MADE ABOVE THE GARAGE;
P101 ELECTRICAL SWITCH TRANSFORMER CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 308 EAST ELEVATOR LOBBY CONC - GwB - GwWB - 1HR. GwWB - REFER TO ID DRAWINGS FOR FINISHES Room Floor Floor Base Base Wall Minimum Fire | Ceilin Ceilin pT7A | CEILING MOORE 2. FORTY-FIVE METRES IN ANY PARKING OR STORAGE GARAGE THAT IS EQUIPPED WITH A
- - - - - Iy : - . P : 19 ering (PT7A) #0C —24 ARCHITECTS 25. THE CONTRACTOR SHALL ENSURE THAT THE WORK BEING PERFORMED BY HIS OR OTHER SPRINKLER SYSTEM; AND
ROOM 309 EAST CORRIDOR CONC GWB GWB 1HR. GWB REFER TO ID DRAWINGS FOR FINISHES Number Room Name Material | Finish | Material Finish Wall Material Finish |Rating of Wall| Material | Finish Remarks (PT7A-50% APPROVAL WHERE MIRRORS ARE PROVIDED IN—»| - FORCES IS NOT ADVERSELY AFFECTED BY DUST, WATER, ETC. GENERATED BY THE 3 THIRTY METRES IN ANY PARKING OR STORAGE GARAGE THAT IS NOT EQUIPPED WITH A
P102 MAIN ELECTRICAL ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 310 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12_ |REFER TO ID DRAWINGS FOR FINISHES LIGHTER) BARRIER-FREE WASHROOMS, INCLINE 205 MIN. |, CONSTRUCTION, BEING TRANSFERRED TO OR FROM THE WORK AREA. THE CONTRACTOR SHALL SPRINKLER SYSTEM.
P103 VEST. CONC PT CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 31 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - LEVEL 10 MIN. OF 1 MIRROR TO THE VERTICAL K TAKE EVERY PRECAUTION REQUIRED IN PREPARING, PROTECTING, AND/OR SEALING
P104 EXIT CORRIDOR CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 312 VEST. CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 1001 WEST ELEVATOR LOBBY CONC _ GWB ~ GWB _ 1HR. GWB _ REFER TO ID DRAWINGS FOR FINISHES THE WORK AREA. F. IN SUBSECTION E, "TRAVEL DISTANCE" MEANS THE DISTANCE FROM ANY POINT IN THE
P105 SERCURITY ROOM CONC PT CONC/CB - CONC/CB PT-12 2HR. EX AC 313 ARTSCAPE NORTH CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 1002 WEST CORRIDOR CONG - GWE - GWE - THR. GWE - REFER TO ID DRAWINGS FOR FINISHES YTERIOR EXIT ’6 AL CONTRACTORS SHALL INCLUDE ALL ITEMS AND FIXTURES AS SPECIFIED IN THE FLOOR AREA TO AN EXIT MEASURED ALONG THE PATH OF EXIT TRAVEL.
P106 CONDO AMENITY AREA CONC/CT - - - GWB /GL - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 314 ARTSCAPE ELEC.CL CONC - CONC/CB - CONC/CB - 2 HR. EX - 1003 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES PT8  |poORS PAINT 5 INSULATE PIPES WHERE ' ARCHITECTS AND ENGINEER'S CONTRACT DOCUMENTS. ANY SUBSTITUTIONS SHALL BE G PEDESTRIAN EXIT DOORS SHALL BE LOCATED AND ARRANGED SO THAT THEY ARE CLEARLY
P107 YOGA ROOM CONC/CT N/S - - GWB /GL - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 315 ARTSCAPE GARBAGE ROOM CONC ST-2 CONC/CB - CB/GWB ST-2/PT 1HR. EX PT-12 |REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 1004 ELEC. CL. CONC - CONC/CB - CONC/CB - 2 HR. EX - i f%ﬂi/ WATER TEMPERATURE IS APPROVED BY THE ARCHITECT PRIOR TO PROCEEDING WITH ANY WORK. VISIBLE OR THEIR LOCATIONS ARE CLEARLY INDICATED AND THEY ARE ACCESSIBLE AT ALL
P108 JANITOR CLOSET CONC/CT - - - GWB - - EX - REFER TO ID DRAWINGS FOR FINISHES 316 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 1005 ELEC. CL. CONC R CONC/CB R CONC/CB R 2 HR. EX R 5 ] | GREATER THAN 43°C TIMES.
P109 A/ ROOM CONC/CT - - - CONC/CB - - GWB - REFER TO ID DRAWINGS FOR FINISHES 317 ARTSCAPE ELEVATOR LOBBY CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 1006 EAST CORRIDOR CONC _ GWB _ GWB _ 1HR GWB _ REFER TO ID DRAWINGS FOR FINISHES (ZJ TS 7 \
' = 27. GENERAL INTERIOR PARTITIONS NOTES: H. EVERY DOOR PROVIDING ACCESS TO A P.
P110 THEATER CONC/CT - - - GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 318 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 1007 EAST ELEVATOR LOBBY CONC - GWE - GWE - TAR. GWE - REFERTO ID DRAWINGS FOR EINISHES o J_LI EVERY DOOR PROVIDING ACCE RESIDENTASROKII:NAG IV(I)LIJ:{L'?IT’?_FI;?IB(\;/{/EE?_?I;\IRA(;GIEOLI'?SEHDEOSRTQ;AEQEED
P111 VEST. CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES G-3 STAIR G CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 1008 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES Eﬁgf'&c b4 5 ENJAMIN =% % _ 27.1 ALL PARTITION DIMENSIONS IN THE DRAWINGS ARE TO THE FINISHED FACES OF OR PARKING OF MOTOR VEHICLES SHALL BE EQUIPPED WITH:
P112 MEN'S CHANGE ROOM CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES H-3 STAIR'H CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 1009 ELEC. CL. CONC B CONC/CB B CONC/CB - 2 HR. EX B P3 P2 & P MOORE gz £ z z PARTITIONS UNLESS OTHERWISE INDICATED. THE CONTRACTOR SHALL REPORT ANY
P112A BF.W.C. CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES J-3 STAIR'J' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 1010 NORTH CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES PT9  [walLs AT PAINT COLOUR: JET e 03‘ o 2| S . & 1. A LATCH THAT WILL PREVENT ENTRY TO THE GARAGE EXCEPT BY THE USE OF A KEY,
P112B SHOWER CONC/CT - - - GWB - - GwB - REFER TO ID DRAWINGS FOR FINISHES K-3 STAR K' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 011 ELEC CL. CONG . CB . CB . HR. EX . BASE TO BLACK # o 2 8 g z DISCREPANCIES TO THE ARCHITECT BEFORE PROCEEDING WITH THE WORK. CODED CARD OR SIMILAR DEVICE; AND
P112C B F_SHOWER CONG/CT - . . GWE - - GWE . REFER TO ID DRAWINGS FOR FINISHES 510 STAR'G CONG 5TE CONC CB CONC CB 13 IR Ex 5713 600mm A.F.F. 2120 % © = 27.2 é/lill_NNrEF\Qllz Kgsgmlosr:'s SHALL BE PATCHED, TAPED, FILLED AND SANDED SMOOTH FOR A 2. ﬁAST%LS_%gﬁ%ﬁ IXE_\I_/IIE%EEDAECSA%I\ISEED TO RETURN THE DOOR TO THE CLOSED AND
- - - - - : - — ™ - . .
P112D MEN'S STEAM ROOM CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES Room Finish Schedule - Level 4 H-10 STAIR 'H' CONC PT-5 CONC /CB - CONC/CB PT-12 2 HR. EX PT-12 % N FIN. FLOOR 27.3 ALL GYPSUM WALLBOARD WORK SHALL BE COMPLETE WITH METAL CORNER GUARDS
P113 VEST, CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES _ 170 STAIR'J CONC TS CONC/CB - CONC/CB 5112 >HR EX PT-12 PARKING " AND TRIM, TAPED FILLED AND SANDED SMOOTH FOR A PAINT-READY FINISH. I IF THERE IS ANY CONFLICT BETWEEN SUBSECTION H AND THE ONTARIO FIRE CODE OR THE
P114 WOMEN'S CHANGE ROOM CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES Floor Base Wall Ceiling K10 STAIR Kx CONG 5T 5 CONG/CB - CONC/CB PT-12 2 HR. EX PT-12 EeReS A VOORE DOC UMENT 274 I\gERI(E:?JEIRREADCITNOPRAiﬁ'ﬁ_Iléﬁ(SXT)gDSIUg-Pn(E)é$a£§$¥EgTﬁ%i?%ﬁEﬁgﬁ%lsD WOOD BLOCKING ONTARIO BUILDING CODE, THE CODES PREVAIL.
P114A wie CONC/CT . . . cwB . . cwB . REFER TO ID DRAWINGS FOR FINISHES Room Floor Floor Base Base . Wall | Minimum Fire | Ceiling | Ceiling Ky-10 STAIR 'Ky’ CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 pT10  |EXIT DOORS, PAINT COLOUR: " STANDARD GRAB BAR ADJACENT TO TOILETS MOUNTED ARTWORK, FIXTURES, ELECTRICAL AND MECHANICAL EQUIPMENT, ETC. J. IF AN EXIT DOOR REQUIRED UNDER THIS SECTION DOES NOT OPEN DIRECTLY TO THE
P114B B.F.W.C. CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall| Material Finish Remarks /ERAE\AESN $< EELELEONW E‘(\)”L%URS,, 27.5 SOUND ATTENUATION BLANKETS IN PARTITIONS SHALL BE INSTALLED CONTINUOUS OUTSIDE OF A BUILDING, THE EXIT DOOR MUST INCORPORATE WIRED GLASS PANELS
P114C SHOWER CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES — WEE\JL L(s:, E 42033-10 P e 30-40 30 -40 BEHIND ALL POWER/DATA/TELEPHONE OUTLETS WITHOUT INTERRUPTION. OVER 50 PERCENT OF ITS SURFACE UNLESS IT IS ALSO A DOOR WHICH IS REQUIRED TO
P114D B.F. SHOWER CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES Room Finish Schedule - Level 11 CLEAR N X CLEAR 27.6 IN AREAS WHERE NO BASEBOARDS ARE TO BE INSTALLED, ALL EXPOSED EDGES OF GYPSUM HAVE A FIRE PROTECTION RATING, IN WHICH CASE IT MUST INCORPORATE THE MAXIMUM
LEVEL 4 — BENJAMIN
P114E WOMEN'S STEAM ROOM CONC/CT - - - GWB - - GWB - REFER TO ID DRAWINGS FOR FINISHES 201 WEST ELEVATOR LOBBY CONG - GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES Floor Base Wall Ceiling MOORE K 30- 40— . E 3040 AR VP Un Gy L B SRoDUCT BY TR AN R A & FROM COVERAGE OF WIRED GLASS PANELS ALLOWED BY THE ONTARIO BUILDING CODE.
P115 GYM CONC/CT N/S - - GWB /GL - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 402 WEST CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES Room Floor Floor Base Base Wall Minimum Fire | Ceiling Ceiling PARKING 5 ENUAMIN | DIA- 260, < DIA. K. IF IT IS NECESSARY TO PASS THROUGH A REQUIRED EXIT DOOR TO OBTAIN ACCESS TO A
P116 SPINNING ROOM CONC/CT N/S - - GWB /GL - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 403 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall| Material Finish Remarks GARAGE P4, MOORE = 28. GENERAL CEILING NOTES: LOCKABLE ENTRANCE DOOR TO THE BUILDING, ALL DOORS THROUGH WHICH A PERSON
P117 WEST ELEVATOR LOBBY CONC/CT ST-1 GWB ST-1 CONC/CB/GWB - 2 HR. GWB /AC - REFER TO ID DRAWINGS FOR FINISHES 404 ELEC. CL. CONC _ CONC/CB - CONC/CB - 2HR. EX - PT11 |P3, P2 & P1 PAINT COLOUR: \ 150 4 \ MUST PASS OR PASS BY FROM THE FIRST REQUIRED EXIT DOOR TO THE OUTSIDE OF THE
P118 WEST VESTIBULE CONC/CT ST GWE ST CONC/CB/GWB . - GWE . REFER TO ID DRAWINGS FOR FINISHES 105 ELEC oL CONG - B - B - TR X - WALLS & SUPER WHITE 2 3 28.1 ALL GYPSUM WALL BOARD CEILINGS SHALL BE CONSTRUCTED OF 12MM GYPSUM BUILDING, EXCEPT THE LOCKABLE ENTRANCE DOOR AND THE DOOR OPENING DIRECTLY TO
5119 STORM WATER TANK CONG WP CONG WP CONG WP TR e WP LEVEL 11 CEILINGS 102 =] J = WALLBOARD ON A SUSPENDED METAL FRAME SYSTEM, SUPPORTED FROM THE BASE THE OUTSIDE, MUST INCORPORATE WIRED GLASS PANELS OVER 50 PERCENT OF THEIR
: 406 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - 1101 WEST ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES SURFACES.
P120 VEST. CONC PT CONC/CB - CONC/CB PT-12 - EX PT-12 407 EAST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 1102 WEST CORRIDOR CONC N GWB N GWB N 1THR. GWB N REFER TO ID DRAWINGS FOR FINISHES o BUILDING STRUCTURE ABOVE, UNLESS OTHERWISE INDICATED BY THE DRAWINGS.
P121 SPRINKLER PUMP ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. EX PT-12 208 EAST ELEVATOR LOBBY CONC - GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES 103 GARBAGE ROOM CONG 55 B GWE 3 B GWE SEVE THR o 5775 TREFERTO ID DRAWINGS FOR FINISHES o R o 28.2 ALL GYPSUM WALLBOARD CEILINGS SHALL BE PATCHED, TAPED, FILLED AND SANDED L. IF ADOOR IS REQUIRED TO INCORPORATE WIRED GLASS PANELS UNDER SUBSECTION J OR
P122 MAKE-UP AIR UNIT ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2 HR. EX PT-12 409 EAST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 1104 ELEC. CL CONC N CONC/CB N CONG/CB N > HR. EX N EXIT STAIR BENJAMIN g = 8 = SMOOTH FOR A PAINT GRADE SURFACE. K, THE DOOR SHALL CONFORM WITH ANY REQUIREMENTS OF THE ONTARIO BUILDING CODE
p123 COMMERCIAL ELEVATOR LOBBY CONC - CONC/CB - CONC/CB/GWB - 2HR. EX - FINISHES BY FUTURE TENANT / OWNER 410 GARBAGE ROOM CONG ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1HR. EX PT-12_ |REFER TO ID DRAWINGS FOR FINISHES 1105 EAST CORRIDOR CONC ; GWB ; GWB : THR, GWB ; REFER TO ID DRAWINGS FOR FINISHES AT MOORE g =/ \ e g =/ \ = 29 GENERAL LIGHTING/HVAC NOTES: AND THE ONTARIO FIRE CODE.
- _ - - - - » . [ee] [ee] - -
P124 COMMERCIAL VESTIBULE CONC CONC/CB CONC/CB/GWB EX FINISHES BY FUTURE TENANT / OWNER 411 ELEC. CL. CONC - CONC/CB - CONC/CB - 2 HR. EX - 1106 EAST ELEVATOR LOBBY CONC " GWB " GWB - THR. GWB " REFER TO ID DRAWINGS FOR FINISHES PT12 BACK OF PAINT COLOUR: ) 3 3 )] g © GARAGE EXIT DOOR SIGNS:
P125 ELEVATOR MACHINE ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. EX PT-12 412 VEST. CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 107 GARBAGE ROOM CONG T2 CB/GWE T2 CB/GWE ST2/PT THR EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES HOUSE WALLS 8LR/?ZSYS|§OC B < ~ < 29.1 REFER TO THE ELECTRICAL ENGINEERS' DRAWINGS FOR LIGHT FIXTURE
P126 COMMERCIAL FEMALE SHOWER CONC T GWB T CONC/CB/GWB - 15HR. GWB/IN - REFER TO ID DRAWINGS FOR FINISHES 413 ARTSCAPE NORTH CORRIDOR CONC - GWB - GWB - THR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 108 ELEG oL CONG CONG I CB CONG 1 CB TER Ex & CEILINGS 5 S S SPECIFICATIONS, INCLUDING HOUSINGS. ANY PROPOSED SUBSTITUTIONS SHALL A FOR THE PURPOSES OF THIS SECTION, THE FOLLOWING TERMS SHALL HAVE THE MEANINGS
N N L. - - - - - S = NOT BE USED UNLESS APPROVED BY THE ARCHITECT, INTERIOR DESIGN AND INDICATED:
oo A STVESTIBULE oG o B ST‘ . SONG CB T GWE - LA SWE - R TO 1D DRATINGS FORFINISHES 415 ARTSCAPE GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1HR. EX PT-12  |REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES Gx-11 STAIR 'GX CONC PT-5 CONC/CB - CB/GWB PT-12 2 HR. EX PT-12 FLOOR & 20.2 REFER TO THE MECHANICAL AND ELECTRICAL CONTRACT DOCUMENTS FOR THE - ALERT SIGN - THE SIGN DESCRIBED IN SCHEDULE A-1, BELOW.
- - - - - 416 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES " SPECIFICATIONS OF ALL NEW SUPPLY & RETURN DIFFUSERS, SPRINKLERS, ELECTRICAL
H-11 STAIR'H CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 . ; ;
P130 EAST ELEVATOR LOBBY CONC ST-1 GWB ST-1 CONC/CB/GWB - 2HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 17 ARTSCAPE ELEVATOR LOBBY CONC - GWB - GWB - THR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES = BASE: REFER 1O REFER 1O RECOMMENDED MOUNTING HEIGHT FIXTURES, ETC. - LARGE SAFE-EXIT ARROW - THE SIGN DESCRIBED IN SCHEDULE A-2, BELOW.
P131 COMMERCIAL ELECTRICAL ROOM CONC ETT CONC /CB ETT CONC /CB PT-12 2HR EX AC 18 SC ST CORRIDO CONC G G 1 S J-11 STAIR'J CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 ST PARKING lD NETSEI@I\CI)R '[)NETsElz'ﬁR 29.3 REFER TO THE INTERIOR DESIGN DRAWINGS FOR THE LOCATIONS OF ALL INTERIOR SUPPLY
- - 4 ARTSCAPE WEST CORRIDOR N - WB - WB - HR. - v v :
- - il wB REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES Ky-11 STAIR 'Ky CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 LEVEL DRAWINGS DRAWINGS & RETURN DIFFUSERS, SPRINKLERS, ELECTRICAL FIXTURES, ETC. WHERE THE DESIGN - SAFE-EXIT DOOR - A DOOR LEADING TO OR CONSTITUTING A REQUIRED EXIT FROM A
P132 PARK HYDRO ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2 HR. EX PT-12 G-4 STAIR'G CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR EX PT-12 ELEVATOR
o STAR 7 oG o CoNG TCB - CoNGTcB 5113 ShR = 5113 <) : LOBBY DRAWINGS DO NOT SPECIFY A LOCATION, EQUIPMENT MAY BE LOCATED ACCORDING TO STORAGE GARAGE REQUIRED AND INSTALLED UNDER THE ONTARIO BUILDING CODE
- H-4 STAIR 'H CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 — THE MECHANICAL AND ELECTRICAL CONTRACT DOCUMENTS ONLY AFTER REVIEW BY ACT, 1992, THE ONTARIO BUILDING CODE, ANY BY-LAW RESPECTING THE
J4 STAR J' CONC PT-5 CONC/CB - CONC/ CB PT-12 2HR. EX PT-12 Room Finish Schedule - Level 12 THE DESIGNER. LOCATIONS OF EQUIPMENT MUST NOT CONFLICT WITH LIGHT FIXTURE CONSTRUCTION OF BUILDINGS PASSED UNDER A PREDECESSOR OF THE ONTARIO
Py : : K-4 STAIR K’ CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 ili LOCATIONS. BUILDING CODE ACT, 1992 OR THIS SECTION.
Room Finish Schedule - Underground Parking Garage - Level P1 Mezzanine Floor Base Wall _ : __ Ceiling FLOOR & VAPLE LEAF | waLL To BE -1 E --- gi et | R R e e B 204 LOCATIONS OF FIXTURES, DIFFUSERS, EQUIPMENT, ETC., IN THE DRAWINGS ARE
Floor Base Wall Ceiling Room Floor Floor Base Base Wall | Minimum Fire | Ceiling | Ceiling g :SQAGE %3 ERAMIC COLOUR FINISHED IN =R= =) DIMENSIONED TO THE CENTRELINE UNLESS OTHERWISE INDICATED. - SAFE-EXIT ROUTE - A ROUTE IN THE STORAGE GARAGE FROM THE PARKING STALLS TO A
Room Floor Floor Base Base Wall | Minimum Fire | Ceiling | Ceiling Room Finish Schedule - Level 5 Number Room Name Material | Finish Material Finish Wall Material Finish |Rating of Wall| Material | Finish Remarks ST2 [RooM AT 1';5 . g 8k‘LEEC TION T OLYMPIA N E _____________________________ Xl — 29.5 mE ch)gll-(rBT\lAE%TF?S gF:i%L ggmgl éh\ll.GCvc\)/:\lTFi_lLlTCJS vE\S/I(E)TRVr\éEEN SYSTEMS AND EQUIPMENT TO SAFE-EXIT DOOR HAVING LESS THAN FIVE SAFE-EXIT ROUTE DECISION POINTS.
ags mm .
Number Room Name Material | Finish Material Finish Wall Material Finish |Rating of Wall| Material | Finish Remarks Floor Base Wall Ceiling E[CP)'OC%L 150mm MLC CBONOBOM | A.F.F. - = o 29.6 ANY RELOCATION OF LIGHT FIXTURES REQUIRED DUE TO SITE CONDITIONS SHALL BE - SAFE-EXIT ROUTE DECISION POINT - THE POINT ALONG THE SAFE-EXIT ROUTE WHERE
Room Floor Floor Base Base Wall | Minimum Fire | Ceilin Ceilin LEVEL 12 T s S APPROVED BY THE DESIGNER PRIOR TO PROCEEDING WITH THE WORK. THERE IS MORE THAN ONE OPTION IN THE DIRECTION OF TRAVEL.
h gy - e . L . 19 etling 1201 WEST CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ID DRAWINGS FOR FINISHES = - © 29.7 THE CONTRACTOR SHALL ENSURE THAT ALL NEW LIGHT FIXTURES ARE IN GOOD WORKING
LEVEL P1 MEZZ. Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall| Material Finish Remarks 1202 WEST ELEVATOR LOBBY CONC N GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES FIN. FLOOR > CONDITION AT THE END OF CONSTRUCTION. THE CONTRACTOR SHALL BEAR THE EXPENSE - SMALL SAFE-EXIT ARROW - THE SIGN DESCRIBED IN SCHEDULE A-3, BELOW
152 GYM CONC/CT N/S - - GWB /GL - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 1203 WEST CORRIDOR CONG - GWB - GWB - THR GWB - REFER TO ID DRAWINGS FOR FINISHES : . OF REPAIRING OR REPLACING ANY LIGHT FIXTURES AS REQUIRED.
AP STARA SONC P75 SONG - CONG ST SR EX 5715 LEVEL 5 o R, e = o — o e L D DL D D oRAE PR F e SacK o I FORMICA QE%L DEE con BOBRICK OR SIMILAR APPROVED WASHROOM EQUIPMENT B. IN SCHEDULES A-1, A-2 AND A-3 AT THE END OF THIS SECTION, IF A PAINT COLOUR NUMBER
= - - - : - 7022-58 30. GENERAL CONTROLS NOTES: " "
B-P1M STAIR'B CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 501 WEST ELEVATOR LOBBY CONC - GwB - GwB - 1HR. GwWB - REFER TO ID DRAWINGS FOR FINISHES 1205 ELEC. CL. CONC ; CONC/CB } CONC/CB ; 2FR. EX } PLT  [House LAMINATE | NATURAL MATTE FINISH | FORMICA ARCHITECTS NOTE: SHALL BE GOLOURED 1O MATCH THE COLOUR IRDIGRTED BY THAT NUMBER IN FEDERAL
C-P1M STAIR'C CONC PT-5 CONC - CONC PT-12 2 HR. EX PT-12 502 WEST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES 1206 EAST CORRIDOR CONC N GWB - GWEB N THR. GWEB " REFER TO ID DRAWINGS FOR FINISHES CANVAS APPROVAL 30.1 ALL SWITCHES, THERMOSTATS & OTHER CONTROLS SHALL BE MOUNTED @ 1020MM A.F.F. STANDARD 5958 COLOURS, DATED JULY 1994, 7690-01-162-2210 FAN DECK.
D-P1M STAIR'D' CONC - CONC/CB - CONC/CB - 2 HR. EX - FINISHES BY FUTURE TENANT / OWNER 503 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12 REFER TO ID DRAWINGS FOR FINISHES 1207 EAST ELEVATOR LOBBY CONC " GWB " GWEB . THR GWEB " REFER TO ID DRAWINGS FOR FINISHES DOORS SHALL BE CAPABLE OF BEING LOCKED FROM THE INSIDE WITH ONE HAND AND UNLESS OTHERWISE NOTED ON THE DRAWINGS. REFER TO THE MECHANICAL AND ELECTRCAL
=BT STAR'E CONG 5TE CONG/CB - CONG /CB 515 STR EX BT12 od ELEC oL CONG - CONC/CB - CONG/CB - TR, Ex - e T CORRION oo - PROVIDED WITH A MEANS OF EMERGENCY RELEASE FROM THE OUTSIDE ENGINEER'S CONTRACT DOCUMENTS FOR SPECIFICATIONS, AND TO THE CONTRACT DOCUMENTS c. LARGE SAFE-EXIT ARROWS SHALL BE DISPLAYED ON SAFE-EXIT DOORS 1.5 METRES ABOVE
B1VOT STORM WATER TANK CONG WP CONG WP CONG WP >HR EX WP o5 ElEe oL CONG - s - s - IR Ex - GWB - GwB - 1HR. GwB - REFER TO ID DRAWINGS FOR FINISHES FOR LOCATIONS. ALIGN ALL COVER PLATES PARALLEL AND TRUE. REFER TO MILLWORK DETAILS THE FLOOR, MEASURED FROM THE CENTRE OF THE ARROW TO THE FLOOR, WITH THE
PAMO2 ARTSCAPE ELECTRICAL ROOM CONG ETT CONC/CB ETT CONC /CB PT-12 2HR EX AC - - . - 1209 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12 REFER TO ID DRAWINGS FOR FINISHES CHROM OR INSTALLATION: FOR EXACT LOCATION OF ANY CONTROLS MOUNTED INSIDE MILLWORK. ARROW POINTING DOWN.
. 506 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - 1210 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - PROJECT | ALUMINIUM ON BACK NOTES FOR BARRIER-FREE WASHROOM 31.2 ALL DIMMER SWITCHES SHALL BE GANGED INTO COMMON FACE PLATES WHERE POSSIBLE.
P1MO03 RETAIL CHILLER ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2 HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 507 EAST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ID DRAWINGS FOR FINISHES Gx12 STAIR 'Gx’ CONC PT-5 CONC /CB - CONC/CB PT-12 2HR. EX PT-12 LOGO & FINISH AS PINS, ALL DIMENSIONS ON DESIGN DRAWINGS SHALL BE TO CENTER OF GANGED BOX, UNLESS D. WHERE THE PLACING OF THE ARROWS WOULD HAVE THE AFFECT OF COVERING ALL OR
P1MO04 SANITARY PIPE ROOM CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. EX PT-12 508 EAST ELEVATOR LOBBY CONC - GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES R STARH CONG 5TE CONG /OB CONG /OB ST 12 IR Ex 5T 12 M1 WALL SEPERATE | PER PROJECTION OTHERWISE NOTED IN THE DESIGN DRAWINGS. SINGLE GANG SWITCHES SHALL BE 150MM O.C. PART OF THE GLAZED PORTION OF AN EXIT DOOR, THE ARROW MAY BE DISPLAYED IN AN
=09 EAST CORRIDOR CONG - GWB - GWB - THAR GWB - REFER TO ID DRAWINGS FOR FINISHES H - - : - LETTERS DESIGNERS OUT OF WALL WATER CLOSET: TOILET SEAT HEIGHT TO BE 430-485mm ABOVE FINISH FLOOR, UNLESS OTHERWISE NOTED. ALTERNATE LOCATION IF THE LOCATION HAS BEEN APPROVED BY THE OFFICER AS MEETING
- J-12 STAIR"J CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 CHOICE PLANE 10mm BROVIDE HAND OPERATED FLUSH MECHANISM IS REQUIRED 313 ALL THERMOSTAT AND CONTROL LOCATIONS IN OPEN AREAS SHALL BE REVIEWED ON-SITE BY THE GENERAL INTENT OF THIS REQUIREMENT.
Room Finish Schedule - Level 1 510 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES Ky-12 STAR Ky CONG 5TE CONC/CB - CONG/CB =112 >R Ex 5712 PROVIDE THE DESIGNER PRIOR T INSTALLATION.
i B Wall T 511 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - SAMPLE FOR LAVATORY: CLEARANCE 735mm (MIN) FROM BOTTOM OF LAVATORY 30.4 ALL NEW DIMMER FACE PLATES TO BE "LUTRON" SLIDING TYPE. COLOUR: WHITE. E. ALL PARKING OR STORAGE GARAGES SHALL HAVE SAFE-EXIT ROUTES DESIGNATED IN
oor ase a elling 512 VEST. CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 ARC HITECT REFER TO ENGINEERS DRAWING'S FOR EXACT SPECIFICATIONS. ACCORDANCE WITH THE PROVISIONS OF THIS SECTION.
- - - TH T H H C EC S
Room Floor Floor Base Base Wall | Minimum Fire| Ceiling | Ceiling 513 ARTSCAPE NORTH CORRIDOR CONC ; GWB ; GWB ; 1HR. GWB } REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES Room Finish Schedule - Level 13 BRUSHED APPROVAL - g\‘fuuc'-éTT EX\I/\IAIDSI_-II-EES(I)_E;F/II_EIIE?{TTYPE 51 GENERAL POWER AND COMMUNICATIONS NOTES: . SMALL SAFE-EXIT ARROWS SHALL BE PROMINENTLY DISPLAYED ON COLUMNS OR WALLS
Number Room Name Material | Finish Material Finish Wall Material Finish |Rating of Wall| Material | Finish Remarks 514 ARTSCAPE ELEC.CL CONC - CONC/CB - CONC /CB - 2 HR. EX - Floor Base Wall Ceiling M2 ’\FALECISIEQH\\?IC(;)RK: TRANSITION gélENLLEOSRS - MAX. 840 mm ABOVE FINISHED FLOOR ' ' . 1.5 METRES ABOVE THE FLOOR, MEASURED FROM THE CENTRE OF THE ARROW TO THE FLOOR:
515 ARTSCAPE GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1HR. EX PT-12 REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES Room Floor Floor Base Base Wall Minimum Fire Ceiling ceiling STRIP ALTERNATE - SOAP & TOWEL DISPENSERS 31.1 ALL ELECTRICAL & MECHANICAL WORK SHALL COMPLY WITH ALL APPLICABLE CODE AND
LEVEL 1 516 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES N : e . "y . oy . . . - DISPENSING HEIGHT MAX. 200mm ABOVE FINISHED FLOOR REGULATORY REQUIREMENTS, AND WITH ALL AUTHORITIES HAVING JURISDICTION. 1. AT LEAST EVERY 10 METRES ALONG THE SAFE-EXIT ROUTE;
umber Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall| Material Finish Remark .
101 WEST ENTRANCE VESTIBULE CONC/CT - - - GWB/GL - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 517 ARTSCAPE ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES all Materia 9 emarks 31.2 THE CONTRACTOR SHALL INCLUDE ALL ITEMS AND FIXTURES AS SPECIFIED BY THE ENGINEER'S 2. AT ALL SAFE-EXIT ROUTE DECISION POINTS ALONG THE SAFE-EXIT ROUTE; AND
102 WEST MAIN LOBBY CoNGToT - - - GWB /Gl - - GWB/AG - REFERTO b DRAWINGS FOR FINISHES =18 ARTSCAPE WEST CORRIDOR CONG - GWB - GWB - TR GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES CveL 13 ﬁgg megggg&gi (_)r%NgRRgg'IE' I?D(I)l\?g'\\;lvEl'INII%Ny\l/z Osll?JKBSTITUTIONS SHALL BE APPROVED BY THE 3. WHEREVER A SAFE-EXIT ROUTE CROSSES A TRAFFIC AISLE.
103 MAIL PICK UP CONC/CT - - - CONC /CB/GWB - - GWB /AC - REFER TO ID DRAWINGS FOR FINISHES G-5 STAIR'G' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 1301 ARTSCAPE & RETAIL COOLING TOWER CONC ROOF CONC - CB/EIFS - - - " T 31.3 THE CONTRACTOR SHALL PROVIDE AND COORDINATE FOR THE INSTALLATION OF ALL G. A SAFE-EXIT DOOR, THE FRAME OF A SAFE-EXIT DOOR AND THE WALL ADJACENT TO THE
104 MAIL ROOM CONC - - - CONC/CB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES H-5 STAR'H' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 1302 CORR CONG = CONG /B CONG I CB oo IR = S FLOOR. JW‘Q\TLN SBOANS'EE DIVISION 16 WORK (INCLUDING CABLE INSTALLERS, TELEPHONE, SECURITY & OTHER SAFE-EXIT DOOR TO A DISTANCE OF ONE METRE ON BOTH SIDES OF THE FRAME, AND TO A
105 W.C. CONC/CT - - - CONC/GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES J-5 STAIR ' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 : . = ' . R1 TYPICAL FINE VINYL JOHNSONITE ELECTRICAL SUBTRADES) AND SHALL COORDINATE AND SCHEDULE TRADES AS REQUIRED. HEIGHT OF THREE METRES ABOVE THE FLOOR OR TO THE SOFFIT ABOVE THE BULKHEAD _ :
106 BF WE CONC /CT - - - CONG / GWB - - GWB /AG - REFER TO ID DRAWINGS FOR FINISHES K5 STAR K CONC P15 CONC/CB - CONGC/CB PT-12 AR, EX PT12 1303 ARTSCAPE ELECTRICAL ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 CRAFTED 432 PEBBLE 31.4 THE CONTRACTOR SHALL REPORT ANY DISCREPANCIES OR QUERIES TO THE DESIGNER OVER THE DOOR, SHALL BE COLOURED GREEN, TO MATCH THE COLOUR INDICATED BY NUMBER 2. | Building Permit | June 12, 2015
SRR 1304 ARTSCAPE EMERGENCY GENERATOR CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2/ A8-02 PRIOR TO PROCEEDING WITH ANY WORK. 14193 IN FEDERAL STANDARDS 595B COLOURS, DATED JULY 1994, 7690-01-162-2210 FAN DECK. :
107 ADMIN OFFICE CONC/CT - - - CONC/CB/GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES ROOM 315 THE MECHANICAL & ELECTRICAL ENGINEERS CONTRACT DOCUMENTS SHALL GOVERN, WITH 1. | Waterfront Toronto Review | May1,2015
108 KITCHEN CONC/CT - - - CONC/CB/GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES Room Finish Schedule - Level 6 1305 VEST. CONG AT CONC/CB . CONC/CB P12 AR EX PT-12 THE EXCEPTION OF THE LOCATION OF FIXTURES, OUTLETS, SWITCHES & OPENINGS AS NOTED H. ALERT SIGNS SHALL BE PROMINENTLY DISPLAYED ON COLUMNS OR WALLS 2.1 METRES
109 MEETING ROOM CONG/CT - - - CONC/CE/GWB . - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES _ 1306 " CORRIDOR CONG T CONG/CB - CONG/CB 512 THR Ex 5712 & DIMENSIONED ON THE DESIGNER'S DRAWINGS. ANY DISCREPANCIES SHALL BE REPORTED ABOVE THE FLOOR, MEASURED FROM THE TOP OF THE SIGN TO THE FLOOR, SO THAT THERE IS No ‘ Issued For ‘ Date
110 OFFICE CONG/CT . - - CONC/CB/GWB . - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES Floor Base Wall Ceiling : TO THE DESIGNER PRIOR TO PROCEEDING WITH THE WORK. ONE ALERT SIGN FOR EVERY 25 PARKING STALLS IN THE PARKING OR STORAGE
1 OFFICE CONGTCT CONG /CB/GWE GWB/AC “EFER TO ID DRAWINGS FOR FINISHES Room Floor Floor Base Base Wall Minimum Fire | Ceilin Ceilin 1307 VEST. CONC PT CONC/CB - CONC/CB PT-12 2HR. EX PT-12 FINE— JOHNSONITE 31.6 THE CONTRACTOR SHALL MOUNT OUTLETS VERTICALLY TO STANDARD HEIGHTS UNLESS GARAGE, WITH THE ALERT SIGNS BEING EVENLY DISTRIBUTED IN THE PARKING OR
- - - - - - . lo : 3a _ Wa ) g eiling 1308 ELEV. MACH. ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2/ A8-02 - PARCEL ROOM |CRAFTED WALL BASE JOHNSONITE OTHERWISE INDICATED. ALL OUTLET BOXES SHALL BE STAGGERED IN PARTITIONS STORAGE GARAGE, BUT LOCATED NOT MORE THAN 30 METRES APART.
112 EXIT CORRIDOR CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 Number Room Name Material Finish Material Finish Wall Material Finish |Rating of Wall | Material Finish Remarks 1309 ARTSCAPE MECHANICAL ROOM CONC/FES ETT CONC ETT CONC/CB PT-12 2HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 MAIL SORTING étheAEchE;g \ﬁ{‘lg\leLPEB 5L (NOT BACK TO BACK) AS REQUIRED TO ENSURE THAT CONTINUOUS SOUND ATTENUATION BATTS
113 WEST ELEVATOR LOBBY CONC/CT - - - CONC/CB/GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 1310 ELEV MACH. ROOM CONC/FS ETT CONG ETT CONG/CB PT-12 SHR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / AG.02 CAN BE INSTALLED WITHOUT INTERRUPTION, WHERE APPLICABLE.
114 UNIVERSAL W.C. CONC/CT - - - CB/GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES LEVEL 6 1311 VEST. CONG PT CB 5 CB PT-12 HR. EX PT-12 37 /S'E'N(T)EJFL':E\‘TE% gﬁ’gg?fé gg}’(‘ggﬁ;ﬂgg%ﬁi EF?VSIES’\II-Z";I\I%?F égESé'\é'i;l“ﬁ%'\‘gADNTgETDHOEUTLET
115 JANITOR/ SLOP SINK CONC/CT - - - CONC/CB/GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 601 WEST ELEVATOR LOBBY CONC - GWB - GWB - 1HR. GWB R REFER TO ID DRAWINGS FOR FINISHES 1312 ELEC. CL. CONC N CONC/CB N CONC/CB N 2HR. EX N BOXES WHEREVER POSSIBLE WITH COMMON FACE PLATES, UNLESS DIMEI;ISIONED AS [GREY BODY (17178) |
116 PARCEL ROOM CONC/CT - - - CONC/CB/GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES 602 WEST CORRIDOR CONC - GWB - GwB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES 1313 ARTSCAPE ELEVATOR LOBBY CONC/CT - GWB - CONC /CB/GWB - THR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES SEPARATE ON DESIGN DRAWINGS. mm WHITEBORDER |
117 CACF ROOM CONC/CT PT CONC/CB R1 CONC/CB PT-1 2 HR. EX PT-1 603 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CONC/CB ST-2/PT 1 HR. EX PT-12 REFER TO ID DRAWINGS FOR FINISHES 1314 ARTSCAPE AMENITY CONC/CT - GWB N CONC/CB/GWB N N GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 31.8 ALL FLOOR MONUMENTS & CORE DRILL LOCATIONS SHALL BE DONE IN ACCORDANCE TO oW T %
118 SWT ACCESS CONC ETT CB ETT cB PT-12 2HR. EX PT-12 604 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - 1315 UNIVERSAL W/C CONC/CT - GWB - CONC /CB/ GWB - - GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES THE OWNER'S INSTRUCTIONS AND APPROVAL. PROVIDE X-RAY INSPECTIONS TO THE OWNER
9 ARTSCAPE CACE ROOM CONC 1 CT T CONCTCB R CONCTCB 5Tt AR Ex P AS REQUESTED. THE DESIGNER SHALL APPROVE ALL MONUMENT LOCATIONS PRIOR TO AT BAYSIDE TORONTO
: 605 ELEC. CL. CONC - CB - CB - 2HR. EX - 1316 MECHANICAL ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 INSTALLATION. REFER TO ELECTRICAL CONTRACT DOCUMENTS FOR SPECIFICATION
120 ARTSCAPE VESTIBULE CONC/CT - - - GWB/GL - - GWB/AC - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 606 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. EX - 1317 ELEV. MACH. ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / A8-02 OF FLUSH TYPE MONUMENT.
121 ARTSCAPE MAIL ROOM CONC/CT - - - CONC/CB/GWB - - GWB/AC - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 607 EAST CORRIDOR CONC - GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES 1318 EMERGENCY GENERATOR ROOM CONC/FES ETT CONC ETT CONC/CB PT-12 2R, EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2 / AB-02 31.9 ALL NEW ELECTRICAL, ETC. COVER PLATES SHALL BE WHITE UNLESS SPECIFIED DIFFERENTLY
122 ARTSCAPE ELEVATOR LOBBY CONC/CT R - - CONC/CB/GWB - - GWB/AC R REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 608 EAST ELEVATOR LOBBY CONC - GWB - GWB - THR. GWB - REFER TO ID DRAWINGS FOR FINISHES 1319 COOLING TOWER CONG ROOF CONG - CONG /CB/EIFS - . - - 110 ON DCI;ESIGNERS DRAWINGS. ALIGN ALL COVER PLATES PARALLEL AND TRUE. _
122A ARTSCAPE GALLERY CONC - CONC/CB - CONC/CB - 2 HR. EX - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES 509 EAST CORRIDOR CONC - GWEB - GWB - THR. GWEB - REFER TO ID DRAWINGS FOR FINISHES 1320 CORRIDOR CONC PT CB - CB PT12 THR. EX PT12 : I\QE{EQUF&F&C;STAEE?'—B'-U'IEII"DS”L\IJEECSBAET ;\Ehguﬁ\RDEDI\IATEImQL DUPLEX RECEPTACLES BE INSTALLED g \ I .
123 FRESH AIR PLENUM CONC ETT EIFS - EIFS/CONC / CB - - HS - : 2 5 BLACK DISC i Drawing Title
610 GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ID DRAWINGS FOR FINISHES 1321 VEST. CONC PT CB - CB PT-12 THR. EX PT12 3 BLACKD i
124 VESTIBULE CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 611 ELEC. CL. CONC - CONC/CB - CONC/CB - 2HR. GWB - 1322 MAKE-UP AIR UNIT ROOM CONC/FS ETT CONC ETT CONC/CB PT-12 2HR. EX AC FLOATING FLOOR SLAB - SEE DETAIL F1-C2/ A8-02 32. GENERAL MILLWORK NOTES: |
125 ARTSCAPE EXIT CORRIDOR CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 612 VEST. CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 Gx-13 STAIR 'Gx' CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 |
126 RETAIL GARBAGE ROOM CONC ETT CONC/CB ETT CONC/CB/IN PT-12 2 HR. IN - 613 ARTSCAPE NORTH CORRIDOR CONC - GWB - GWB - 1HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES H-13 STAR H' CONC PT5 CONC/CB - CONC/CB PT-12 2HR. EX PT12 321 ALL OUTLETS, LIGHT FIXTURES, ETC., MOUNTED IN MILLWORK SHALL BE COORDINATED WITH .
127 VEST CONG PT5 CONC/CB . CONC/CB P12 >HR EX PT-12 THE ELECTRICAL TRADES, AND THE MANUFACTURERS IN ACCORDANCE WITH THE REQUIREMENTS oom rinis cheqaule
. . 614 ARTSCAPE ELEC.CL CONC - CONC/CB - CONC/CB - 2HR. EX - J13 STARJ' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 THE DRAWINGS. REFER TO INTERIOR DESIGN MILLWORK DETAILS FOR EXACT LOCATIONS
128 RETAIL LOADING DOCK CONC ETT CONC/CB ETT CONC/CB PT-12 2HR. EX PT-12 615 ARTSCAPE GARBAGE ROOM CONC ST-2 CB/GWB ST-2 CB/GWB ST-2/PT 1 HR. EX PT-12  |REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES AND REQUIREMENTS. G I N t
129 RETAIL LOADING AREA CONC/CT ETT CONC ETT CONC PT-12 2 HR. GWB/AC PT-12 FLOATING FLOOR SLAB - SEE DETAIL F1-B3 / A8-02 616 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - 1 HR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES — - - 32.2 A SHEET OF PLYWOOD (SAME DIMENSIONS AS MIRROR) TO BE ADDED AT THE BACK OF EACH e n e ra O eS
130 LOADING AREA CONC/CT ETT CONC/CB ETT CONC/CB PT-12 2 HR. GWB / AC PT-12 _ |FLOATING FLOOR SLAB - SEE DETAIL F1-B3 / A8-02 617 ARTSCAPE ELEVATOR LOBBY CONG 5 GWB 5 GWB : THR. GWB 5 REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES Room Finish Schedule - Typical Suites s LANTY MIRROR FRAME IN EACH BATHROOM AND POWDER ROOM. TN O
131 BIKE/DOG WASH ROOM CONC ETT GWB ETT GWB PT-12 2HR. EX PT-12 618 ARTSCAPE WEST CORRIDOR CONC - GWB - GWB - THR. GWB - REFER TO ARTSCAPE ID DRAWINGS FOR FINISHES Floor Base Wall Ceiling ' PO MINIMUM CLEARENGE OF 2-6" (762mm) BETWEEN STOVE TOP AND BOTTOM OF
v combon cove | P [ cowcios | | cowics | g | am | o | po Wall [ Winimum i | Cang | Calling
- : - H-6 STARR'H' CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 Number Room Name Material | Finish Material Finish Wall Material Finish |Rating of Wall| Material | Finish Remark
134 EXIT CORRIDOR CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 J-6 STAIR'J' CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 9 emarks 33. GENERAL VOICE / DATA NOTES:
135 EAST GARBAGE ROOM CONC ETT CONC ETT CONC/CB/IN PT-12 2HR. EX PT-12 . K : - : x
— A oG ST - SoNC B — —onG o5 = R = —— K-6 STAIR K CONC PT-5 CONC/CB CONC/CB PT-12 2HR. EX PT-12 1 ENTRY / FOYER CONC LAM/ AU GWB WB/PT GWB PT - EX/GWB | STF/PT |REFER TO PURCHASERS SELECTIONS 331  REFER TO ELECTRICAL ENGINEERS' DRAWINGS FOR ALL SPECIFICATIONS AND TERMINATION SCHEDULE A-1 ALERT SIGN SCHEDULE A-2 LARGE SAFE-EXIT ARROW Project
137 EAST ENTRANCE VESTIBULE CONC/CT - - - CONC/GWB/GL - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES i EI\;?\JZES ooM ggsg tﬁm ;23 gwg wg ; EI gwg EI - Ei ; gwg gg ; EI EEEEE 18 ESEE:Q:EE: :Etgg:gsz B%EL%QNNTE%B'OR DESIGN DRAWINGS SHALL GOVERN FOR LOCATIONS OF EQUIPMENT, AS
138 EAST MAIN LOBBY CONC/CT - - - CONC/CB/GWB - - GWB /AC - REFER TO ID DRAWINGS FOR FINISHES = 33.2 REFER TO ELECTRICAL ENGINEERS' DRAWINGS FOR ALL VOICE/DATA CABLING AND CONDUIT TrT _ _ . _ e ol Y] A\ add BE
4 DINING ROOM CONC LAM / AU GWB WB/PT GWB PT - EX/GWB | STF/PT |REFER TO PURCHASERS SELECTIONS E SEE Y E = SEa wma__ =
139 EAST ELEVATOR LOBBY CONC/CT - - - CONC/CB/GWB - - GWB/AC - REFER TO ID DRAWINGS FOR FINISHES SPECIFICATIONS. n 1 I.C I I‘l Cl
140 EXIT CORRIDOR CONC PT5 CB - CB PT-12 SHR. EX PT12 5 DEN CONC LAM /AU GwB WB/PT GwB PT - EX/GWB | STF/PT |REFERTO PURCHASERS SELECTIONS 33.3 PROVIDE ADEQUATE SLACK LENGTH OF VOICE/DATA CABLES WITHIN MILLWORK TO REACH
cone | s | coieroe || —oonore | etz |z | oo | et e e L — CoNe " Usw/ay [ —oWe [ weier | ok | || etioWe o/ nereR ToruRciAsees scecriots
142 COMMERCIAL ELEVATOR LOBBY CONC/CT - CONC/CB - CONC/CB/GWB - - IN - FINISHES BY FUTURE TENANT / OWNER, FLOATING FLOOR - 34 GENERAL DEVICES NOTES: A U AVI ST A
SLAB - SEE DETAIL F1-D1 / A8-02 8 WALK IN CLOSET (W.I.C)) CONC LAM / AU GWB WB/PT GWB PT - GWB PT REFER TO PURCHASERS SELECTIONS : : b
143 RETAIL CONC/CT R CONC/CB - CONC/CB - 2 HR. IN R FINISHES BY FUTURE TENANT / OWNER, FLOATING FLOOR 9 CLOSET CONC LAM/AU GWB WB/PT GWB PT - GwB PT REFER TO PURCHASERS SELECTIONS 34.1 ALL FIRE PULL, CARD READER, PUSH BUTTON LOCATIONS, ETC., SHALL BE TO THE
SLAB - SEE DETAIL F1-D1/ A8-02 10 HALLWAY CONC LAM /AU GWB WB/PT GWB PT - EX/GWB | STF/PT |REFER TO PURCHASERS SELECTIONS REQUIREMENTS OF THE ONTARIO BUILDING CODE. REFER TO THE ELECTRICAL ENGINEER'S BIOCk 3 - R3 & R4
A-1 STAIR'A' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 11 WASHER / DRYER ROOM (W/D) CONC T GWB WB/PT GWB SG - GWB SG REFER TO PURCHASERS SELECTIONS DRAWINGS FOR SPECIFICATIONS.
B-1 STAIR'B' CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 12 LAUNDRY ROOM CONC T GWB WB/PT GWB SG - GwWB SG REFER TO PURCHASERS SELECTIONS 263 Queens Quay East
C-1 STAIR'C' CONC PT-5 CONC - CONC PT-12 2 HR. EX PT-12 13 ENSUITE CONC T GWB WB/PT GWB SG - GWB SG REFER TO PURCHASERS SELECTIONS Toronto. ON
D-1 STAIR'D' CONC - CONC/CB - CONC/CB - 2 HR. EX - FINISHES BY FUTURE TENANT / OWNER 14 BATHROOM CONC T GWB WB/PT GWB SG - GWB SG REFER TO PURCHASERS SELECTIONS E > !
E-1 STAIR'E' CONC PT-5 CONC/CB - CONC/CB PT-12 2 HR. EX PT-12 15 BATHTUB AND SHOWER SURROUNDS CONC T GWB T GWB T - GWB SG REFER TO PURCHASERS SELECTIONS §, Scale
F-1 STARF' CONC PT-5 cB - cB PT-12 - EX PT-12 1:20
G-1 STAR'G' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 D
v rawn by
H-1 STAIR'H CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 M.N
IxA STAIR 'Jx CONC PT5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 i
K-1 STARR K’ CONC PT-5 CONC - CONC PT-12 2 HR. EX PT-12 > Checked by
L-1 STAR 'L CONC - - - - - - - - REFER TO ID DRAWINGS FOR FINISHES C.A.
N-1 STAIR'N' STL PT-5 - - CB PT-12 - EX - STEEL STAIR -
P-1 STAIR 'P' STL PT-5 - - CB PT-12 - EX - STEEL STAIR 13148 Project No.
Q-1 STAR'Q' STL PT-5 - - CONC PT-12 - EX - STEEL STAIR
S-1 STAIR'S' CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 SCHEDULEA-3 SMALL SAFE-EXIT ARROW Date
T-1 STAR'T CONC PT-5 CONC/CB - CONC/CB PT-12 2HR. EX PT-12 June 12, 2015
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