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Provide itemized labour, equipment and material costs for Work listed below. Do not proceed with any of the listed Work prior to

issuance of signed Change Order.

Title: Additional Security Devices.

Specification:

Spec Issued ltems
Panel No Add 15A/1P breaker on panel ‘2P1RCAP’.
Schedule Add 15A/1P breaker on panel ‘2P1RCPE’.
Electrical:
Drawing | Drawing Items
No. Issued

E0-01 Yes Add entry phone system symbol as shown.

E1-02 Yes Delete card readers on P2 and P1 level as shown.

E1-03 Yes Relocate car reader, electrical strike and entry phone from door
P118 to door P117 as shown. Exact location to be coordinated on
site.

Add door opener to door P118A and feed from panel 2P1RCAP-70
as shown.

E2-01B Yes Add door opener to door 144 and feed from panel 2P1RCPE-77 as
shown.

E2-04A Yes Add card reader and exit buttons to door 312, 312A and G3A as
shown.

E2-04B Yes Add card reader and exit buttons to door G3 as shown.

E2-08A Yes Add card reader and exit buttons to door 712, 712A and G7A as
shown.

E2-08B Yes Add card reader and exit buttons to door G7 as shown.

E2-14A Yes Add door contact on door 1321 as shown.




y Project Name:  AQUAVISTA - Bayside Project No.:  8489D
MCW To: ChadiLoza JINo.:  SI-E 028
MCW Consultants Ltd. Page No.: 2 of 2
ME Schedule:
Drawing | Drawing Items
No. Issued

« N/A

Reason for Issue — Owner Request.

End of SI-E028
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Contractor Must Check And Verify All Dimensions On The Job.
Do Not Scale The Drawings.

All Drawings, Specifications And Related Documents Are The Copyright
Of The Architect And Must Be Returned Upon Request.

Reproduction Of Drawings, Specifications And Related Documents
In Part Or Whole Is Forbidden Without The Architects Written Permission.

This Drawing Is Not To Be Used For Construction Until Signed ByThe
Architect.
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ISSUED FOR BUILDING : i Qo
GENERAL POWER LIGHTING EQUIPMENT CONNECTIONS AND CONTROLS FIRE ALARM SYSTEM SECURITY AND ACCESS SYSTEMS COMMUNICATIONS ISSUED FOR | CONSTRUCTI PERMIT Dauphin Kelowna Trail Saint John
d) SINGLE RECEPTACLE A SECURITY SYSTEM CONTROL PANEL TENDER ON RESUBMISSION Mo Date
LINEAR FLUORESCENT LUMINAIRE, TYPE "A' AS SPECIFIED. HATCHING A DIRECT CONNECTION - 120 OR 208V AS SPECIFIED d PULL STATION WALL MOUNTED COMBINATION MULTI-FUNCTION COMMUNICATION OUTLET DWG NO. DRAWING NAME SCALE 2015-10-15 2016-04-21 2017-04-25
e
DENOTES CONNECTED TO EMERGENCY/NIGHT LIGHTING CIRCUIT 1 ISSUED FOR ADD E-001 2015/12/10
dj) 15A, U-GROUND DUPLEX RECEPTACLE KEY PAD 2 ISSUED FOR ADD E-003 2016/01/26
» U- @ DIRECT CONNECTION - 347 OR 600V AS SPECIFIED 8 FLUSH MOUNTED BELL WALL MOUNTED COMBINATION MULTI-FUNCTION COMMUNICATION OUTLET - N . . . 3 ISSUED FOR CONSTRUCTION 2016/04/21
AQ CEILING MOUNTED LUMINAIRE, TYPE "A' AS SPECIFIED -|Z|_ MOUNTED ABOVE COUNTER Eg 8; g::I'EECIISL?\IALE?_YE'\CA)?gILC;T_GEND’ DRAWING LIST & GENERAL NOTES I‘I\I1TS§ 4 ISSUED FOR SI-E007 2016/11/29
@ (5-20R) T-SLOT U-GROUND DUPLEX RECEPTACLE o DIRECT CONNECTION - 120 OR 208V C/W UNFUSED DISCONNECT SWITCH AS Hs& FLUSH MOUNTED HORN -'HS' DENOTES HORN STROBE COMBINATION CARD READER - - . 5 ISSUED FOR SI-E019 2017/05/15
AQ WALL MOUNTED LUMINAIRE, TYPE "A' AS SPECIFIED SPECIFIED TELEVISION OUTLET - WALL MOUNTED OR MOUNTED ABOVE COUNTER 6 ISSUED FOR SI-E028 2017/08/15
-49--@- gg\oﬁ%(égowo SINGLE OR DUPLEX RECEPTACLE - MOUNTED ABOVE 1 DIRECT CONNECTION - 347 OR 600V CW UNFUSED DISCONNECT SWITCH AS D OUBLE HORN - CEILING OR WALL MOUNTED INFRA RED READER E1-01 LEVEL P4 & LEVEL P3 PARKING PLAN - ELECTRICAL 1:100 . . .
H OI:I I i - AN .
8 POLE MOUNTED LUMINAIRE, TYPE "H1' AS SPECIFIED SPECIFIED D TELEVISION OUTLET - FLUSH CEILING MOUNTED UNLESS NOTED OTHERWISE E1-02 LEVEL P2 & LEVEL P1 PARKING PLAN - ELECTRICAL 1:100 . . .
N/
é -é— 15A, U-GROUND SINGLE INSULATED/ISOLATED GROUND RECEPTACLE - o glljREECCIE;'I é)l:())NNECTION - 120 OR 208V C/W FUSED DISCONNECT SWITCH AS _EE_ SUITE ISOLATOR MODULE REQUEST TO EXIT BUTTON E1-03 LEVEL P1 MEZZANINE PARKING PLAN /AMENITY - LEVEL P1- AS NOTED . . .
STANDARD MOUNTING HEIGHT OR MOUNTED ABOVE COUNTER DOUBLE SURFACE MOUNTED EMERGENCY LIGHTING REMOTE HEADS, TYPE VW W TELEPHONE OUTLET - WALL MOUNTED OR MOUNTED ABOVE COUNTER ELECTRICAL
\ ‘BU-T'INDICATES BATTERY BANK FED FROM DIRECT CONNECTION - 347 OR 600V C/W FUSED DISCONNECT SWITCH AS EGRESS MOTION DETECTOR
" NIV i {}  STROBE - WALL OR CEILING MOUNTED
oo QST‘XNU[;%S%%B?&%ﬁé’féﬁ#‘ggﬁ’?ﬁﬁﬁggi?g\?EU'C“SURNET%'EFfTACLE - SPECIFIED 2 @ TELEPHONE OUTLET - FLUSH CEILING MOUNTED UNLESS NOTED OTHERWISE E2-01A LEVEL 1 FLOOR PLAN NORTH - ELECTRICAL 1:50 . . .
(= CEILING MOUNTED EMERGENCY LIGHTING REMOTE HEAD 5 OOR CONTACT E2-01B LEVEL 1 FLOOR PLAN SOUTH - ELECTRICAL 150 . . .
NG DENOTES CEILING T @ © FLUSHMOUNTED SPEAKER - WALL OR CEILING MOUNTED P E2-02A LEVEL 1 MEZZANINE FLOOR PLAN NORTH - ELECTRICAL 1 . 0
'C' - DENOTES CEILING PAY TELEPHONE OUTLET - - 5 . . .
& & (REEZC(;)ERQTTASCLL%T gﬁ?&i’;g EA%FL’J'-ET)?#ggé{gﬁ?g%%&i%ggggg& COUNTER @®  EMERGENCY LIGHTING BATTERY UNIT C/W DUPLEX RECEPTACLE AND DOUBLE 'F' - DENOTES FLOOR v -0 1 00 SO CTRIC 150
OfBu-1 REMOTE HEADS. TYPE 'BU-1' AS SPECIFIED. W' - DENOTES WALL SURFACE MOUNTED SPEAKER - WALL OR CEILING MOUNTED PATIO DOOR CONTACT E2-02B LEVEL 1 MEZZANINE FLOOR PLAN SOUTH- ELECTRICAL 5 . . .
" \ 4 TELEPHONE OUTLET - FLUSH FLOOR MOUNTED E2-03A LEVEL 2 FLOOR PLAN NORTH - ELECTRICAL 1:50 . . .
:$: 120/208V/11/30 AMP DRYER OUTLET BU-1 WALL MOUNTED DOUBLE FACED EXIT LIGHT AND DIRECTIONAL ARROWS AS Q MOTOR CONNECTION AS SPECIFIED @ YS]  FLUSH MOUNTED SPEAKER WITH STROBE - WALL OR CEILING MOUNTED WINDOW CONTACT E2-03B LEVEL 2 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
Q INDICATED. SHADED AREAS DENOTE DIRECTION OF FACE OF EXIT SIGN. 'BU-1' TERMINAL POINT OF TELEPHONE ZONE CIRCUIT ON CEILING SLAB /W 2°
10 INDICATES BATTERY UNIT FED FROM. Q 53 CONDUIT BACK T0 TELEPHONE BACKBOARD E2-04A LEVEL 3 FLOOR PLAN NORTH - ELECTRICAL 1:50 . . .
120/208V/111/40 AMP RANGE OUTLET SURFACE MOUNTED SPEAKER WITH STROBE - WALL OR CEILING MOUNTED ( ) .
MOTOR CONNECTION C/W UNFUSED DISCONNECT SWITCH op| OVERHEAD DOOR CONTACT E2-04B LEVEL 3 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
w o WALL MOUNTED SINGLE FACED EXIT LIGHT AND DIRECTIONAL ARROWS AS E2-05A LEVEL 4 FLOOR PLAN NORTH - ELECTRICAL 1:50 . . .
2A4LY  SINGLE SPECIAL RECEPTACLE - AMPACITY AS INDICATED, TYPE ‘A AS % INDICATED. SHADED AREAS DENOTE DIRECTION OF FACE OF EXIT SIGN. MOTOR CONNECTION CAW FUSED DISCONNECT SWITCH 74 FIREMEN HANDSET POWER LOCK ® COMMUNICATION LINE TERMINAL BOX
SPECIFIED E2-05B LEVEL 4 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
FIRE ALARM SYSTEM SPEAKER SILENCE SWITCH i E2-06A LEVEL 5 FLOOR PLAN NORTH - ELECTRICAL 1:50 . . .
] i CEILING MOUNTED DOUBLE FACED EXIT LIGHT AND DIRECTIONAL ARROWS AS X V /4  DATAOUTLET - WALL MOUNTED OR MOUNTED ABOVE COUNTER
(i) _@_ l145EA|\6u|~| T(;ggtﬁﬂr\éouzﬁgg XVELFél\E/Eé Ié):l(J)ZINE_IZ(EI;ECEPTACLE STANDARD MOUNTING (2 ) R OICATED. SHADED AREAS DENOTE DIRECTION OF EAGE OF EXIT 10N, Q.g MOTOR CONNECTION C/W LOOSE STARTER EII_EI_EI_(EEI_?I_I(())RS.TRIKE C/W DOOR CONTACT, AUDIBLE ALARM AND EGRESS MOTION E2-06B LEVEL 5 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
K MOTOR STARTER AS SPECIFIED _@_ 'Eb' AUTOMATIC COMBINATION FIXED TEMPERATURE/RATE OF RISE HEAT AUDIBLE ALARM @ DATA OUTLET - FLUSH CEILING MOUNTED UNLESS NOTED OTHERWISE E2-07A LEVEL 6 FLOOR PLAN NORTH - ELECTRICAL 1:50 . . .
15A, U-GROUND HALF SWITCHED DUPLEX RECEPTACLE - STANDARD CEILING MOUNTED SINGLE FACED EXIT LIGHT AND DIRECTIONAL ARROWS AS DETECTOR - WALL OR CEILING MOUNTED : - - -
dj @_ MOUNTING HEIGHT OR MOUNTED ABOVE COUNTER (CONTROLLED BY X INDICATED. SHADED AREAS DENOTE DIRECTION OF FACE OF EXIT SIGN. E2-07B LEVEL 6 FLOOR PLAN SOUTH - ELECTRICAL 1:50
SWITCH . - - .
) [P  UNFUSED DISCONNECT SWITCH -4 [UTOVATIC FIXED TEMPERATURE HEAT DETECTOR - WALL OR CEILING MOTION DETECTOR B4 DATAOUTLET - FLUSH FLOOR MOUNTED E2-08A LEVEL 7 FLOOR PLAN NORTH - ELECTRICAL 1:50 ’ ’ ’
15A U-GROLUND DUPLEX RECEPTACLE CW GROUND EAULT CIRCUIT 169  CEILING MOUNTED DOUBLE FACED EXIT LIGHT AND DIRECTIONAL ARROWS AS MOUNTED E2-08B LEVEL 7 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
INTERRUPTER - STANDARD MOUNTING HEIGHT OR MOUNTED ABOVE INDICATED. SHADED AREAS DENOTE DIRECTION OF FACE OF EXIT SIGN. TWO COMBINATION VOICE/DATA OUTLET - WALL MOUNTED OR MOUNTED ABOVE ) ) ) X X X
6 'é' COUNTER E/i(\I(To%ENS TO BE PROVIDED WHERE BI-DIRECTIONAL IS SHOWN ON THE o FUSED DISCONNECT SWITCH _@__q} SMOKE DETECTOR - WALL OR CEILING MOUNTED GLASS BREAK DETECTOR V¥ ¥ COUNTER E2-09A LEVEL 8 FLOOR PLAN NORTH - ELECTRICAL 1:50
: E2-09B LEVEL 8 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
. . i DM COMBINATION VOICE/DATA OUTLET - FLUSH CEILING MOUNTED UNLESS - - . . . .
i (5-20R) T-SLOT L-GROUND DUPLEX RECEPTAGLE G/W GROUND FAULT CIRGUIT HAIR DRYER _$_ DUCT TYPE SMOKE DETECTOR WITH REMOTE ANNUNCIATION AUTOMATIC DOOR OPENER N 2 N OTED OTHERWISE E2-10A LEVEL 9 FLOOR PLAN NORTH - ELECTRICAL 1:50
E2-10B LEVEL 9 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
15A, U-GROUND SINGLE RECEPTACLE - FLUSH FLOOR MOUNTED UNLESS HAND DRYER _@_ _¢_ SINGLE STATION TYPE SMOKE ALARM C/W RED INDICATION LIGHT - WALL OR CLOSED CIRCUIT CAMERA v/ COMBINATION VOICE/DATA OUTLET - FLUSH FLOOR MOUNTED E2-11A LEVEL 10 FLOOR PLAN NORTH - ELECTRICAL 1:50 ° ° *
m NOTED OTHERWISE CEILING MOUNTED AV B - DN O BN oS R IOUNT E2-11B LEVEL 10 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
- A .
CONTACTOR - SIZE AND NUMBER OF POLES AS SPECIFIED 'ﬁ"& \?\}EELLE)IRS’.E)AI\ETI[CI)IL\IGTAYAg%lil\FﬂggE ALARM & STROBE C/W RED INDICATION LIGHT - :IE"I'-ZP-EBII?I:II-(E'IS'EPSEE/I-\EI\SITI'/I\IETI\Q%%NMT COMMUNICATIONS CABINET, TYPE 'A' AS SPECIFIED E2-11C LEVEL 10 FLOOR PLAN - SUITE 1015 (Dino) - ELECTRICAL 1:50 .
dj] 15A, U-GROUND DUPLEX RECEPTACLE - FLUSH FLOOR MOUNTED UNLESS 'W' - WEDGE ENCLOSURE E2-12A LEVEL 11 FLOOR PLAN NORTH - ELECTRICAL 1:50 . . .
NOTED OTHERWISE ;
[r]  reway q Q- SINGLE STATION TYPE CARBON MONOXIDE DETECTOR G/W RED INDICATION COMNUNICA RONS DROP IDENTIFICATION NUMBER - AO1 INDIGATES DROP E2-12B LEVEL 11 FLOOR PLAN SOUTH - ELECTRICAL 1:30 . . .
OCCUPANCY SENSOR SCHEDULE HGHT - WALL OR CEILING MOUNTED F]  SECURITY SYSTEM MONITOR E2-13A LEVEL 12 FLOOR PLAN NORTH - ELECTRICAL 1:50 . . .
5-20R) T-SLOT U-GROUND DUPLEX RECEPTACLE - FLUSH FLOOR MOUNTED
fm (UNLES)S NOTED OTHERWISE THERMOSTAT PROVIDED AND WIRED BY ELECTRICAL © SIGNAL PUSHBUTTON E2-13B LEVEL 12 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
ANURACTURER -’--’- CARBON MONOXIDE DETECTOR - WALL OR CEILING MOUNTED
SYMBOL MODEL No DESCRIPTION MAGLOCK DEVICE E2-14A LEVEL 13 FLOOR PLAN NORTH - ELECTRICAL 1:50 ® ® ®
G g S U.GROUND SINGLE OR DUPLEX INSULATED/ISOLATED GROUND @  THERMOSTAT PROVIDED BY MECHANICAL AND WIRED BY ELECTRICAL - SPRINKLER SYSTEM FLOW OR PRESSURE SWITCH BY MECHANICAL AND @ SIGNAL BELL C/W TRANSFORMER E2-14B LEVEL 13 FLOOR PLAN SOUTH - ELECTRICAL 1:50 . . .
RECEPTACLE - FLUSH FLOOR MOUNTED UNLESS NOTED OTHERWISE 1 WATT STOPPER WALL SWITCH OCCUPANCY SENSOR WITH WIRED BY ELECTRICAL. COORDINATE/CONFIRM EXACT LOCATIONS AND -
g DW 100 MANUAL ON/OFF AND DAYLIGHT SENSOR ON/OFF QUANTITIES WITH MECHANICAL DRAWINGS B:l MAGLOCK RESET SWITCH E2-15 LEVEL 14 FLOOR PLAN - ELECTRICAL 1:75 . . .
E CARBON MONOXIDE DETECTOR SUPPLIED AND INSTALLED BY MECHANICAL. Y} INTERCOM MASTER STATION
ﬁ (5-20R) T-SLOT U-GROUND SINGLE OR DUPLEX INSULATED/ISOLATED GROUND g 2 WATT STOPPER WALL SWITCH OCCUPANCY SENSOR WITH MANUAL ROUGH-IN BY ELECTRICAL SPRINKLER SYSTEM OR STANDPIPE SUPERVISED VALVE BY MECHANICAL AND
RECEPTACLE - FLUSH FLOOR MOUNTED UNLESS NOTED OTHERWISE PW 100 ON/OFF OVER RIDE = WIRED BY ELECTRICAL. COORDINATE/CONFIRM EXAGT LOCATIONS AND KEY SWITCH E3-01-RC CONDO - SINGLE LINE DIAGRAM N.T.S. . . .
QUANTITIES WITH MECHANICAL DRAWINGS VI7 INTERCOM STATION . . .
g7 | WATTSTOPPER | WALLSINITCH OGCUPANCY SENSOR WITH MANUAL (8 [ MASTER CLOCK CONTROL PANEL E3-02-RA | ARTSCAPE - SINGLE LINE DIAGRAM N.T.S.
@ 15A, U-GROUND SPLIT WIRED DUPLEX RECEPTACLE - FLUSH FLOOR MOUNTED PW 103 ON/OFF OVER RIDE. 3-WAY. SOLENOID VALVE BY MECHANICAL AND WIRED BY ELECTRICAL. CODE BLUE SPEAKER PHONE E3-03-CP/CR|COMMERCIAL PARKING / COMMERCIAL RETAIL - SINGLE LINE N.T.S. . . .
UNLESS NOTED OTHERWISE B COORDINATE/CONFIRM EXACT LOCATIONS AND QUANTITIES WITH S FLUSH MOUNTED AUXILIARY SOUND SYSTEM SPEAKER - WALL MOUNTED OR DIAGRAM
3 WATT STOPPER ULTRA SONIC CEILING SENSOR WITH 90' LINEAR (P (™ CLOCK HANGER OUTLET C/W CLOCK MECHANICAL DRAWINGS , CEILING MOUNTED
W2000 H COVERAGE ‘) CODE BLUE INTEGRATED UNIT C/W ACCESSORIES, POLE OR PEDESTAL
MOUNTED
15A, U-GROUND DUPLEX RECEPTACLE C/W GROUND FAULT CIRCUIT =
’ 4 DH DOOR HOLDER - .T.S. . . .
il INTERRUPTER - FLUSH FLOOR MOUNTED UNLESS NOTED OTHERWISE WATT STOPPER \';’v'ﬁmb&usf\'- TFETCCH;(’\;SEQ%ECE”-'NG SENSOR (P & CLOCK HANGER OUTLET ONLY SURFACE MOUNTED AUXILIARY SOUND SYSTEM SPEAKER - WALL MOUNTED E4-01 COMMON AREA LIGHTING & POWER RISER DIAGRAM N.T.S
LMDC-100 QFT. ‘ ALARM SOUNDER OR CEILING MOUNTED E4-02 TYPICAL SUITE DISTRIBUTION PANEL & TYPICAL SUITE PANEL N.T.S. . . .
MOTORIZED DAMPER BY MECHANICAL AND WIRED BY ELECTRICAL s
(5-20R) T-SLOT U-GROUND DUPLEX RECEPTACLE C/W GROUND FAULT CIRCUIT 5 WATT STOPPER 100'50'('3'2‘8 A \SONIC SENSOR WITH []  ROWERACTIVATED DOOR EXIT BUTTON SUPPLIED BY DOOR HARDWARE @ COORDINATE/CONFIRM EXACT LOCATIONS AND QUANTITIES WITH SCHEDULES
ﬁ INTERRUPTER - FLUSH FLOOR MOUNTED UNLESS NOTED OTHERWISE LIT-355-2 L SUPPLIER, WIRED BY ELECTRICAL MECHANICAL DRAWINGS BANIC ALARM MICROPHONE JACK E4-03 FIRE ALARM RISER DIAGRAM N.T.S. . . .
8 WATT STOPPER CEILING MOUNTED DUAL TECHNOLOGY SENSOR Fp E4-04 FIRE ALARM SCHEDULES N.T.S . . .
(05) 5 WITH 1000 SQ. FT. COVERAGE . T—T  RECESSED MOUNTED - FIRE ALARM CONTROL PANEL 1 PUBLIC ADDRESS SPEAKER, TYPE '1' AS SPECIFIED
d> L%O\féllsGoRT(l)_iUEl\éla\”SSIEGLE RECEPTACLE - FLUSH CEILING MOUNTED UNLESS ® DT-355 Tl  RECESSED MOUNTED - CARBON MONOXIDE CONTROL PANEL SECURITY ALARM CONTACT FOR MECHANICAL EQUIPMENT E4-04A FIRE ALARM SEQUENCE OF OPERATION N.T.S. .
P1 WATT STOPPER Wﬁrg CgoC-%TQE'cC;TY.SEEf EIIEEFEIS ggbggngPERATURE T SURFACE MOUNTED - FIRE ALARM CONTROL PANEL VOLUME CONTROL SWITCH E4-05 COMMUNICATION SYSTEM RISER DIAGRAM N.T.S. ’ : :
CB-105-1 : (| SURFACE MOUNTED - CARBON MONOXIDE CONTROL PANEL - v
PROVIDE POWER PACK(S) AS REQUIRED. SECURITY DOOR RELEASE E4-06 SECURITY RISER DIAGRAM & DETAILS N.T.S. . . .
<U> 15A, U-GROUND DUPLEX RECEPTACLE - FLUSH CEILING MOUNTED UNLESS ©) o
NOTED OTHERWISE sP
7 WATT STOPPER CORNER MOUNTED PASSIVE INFRARED SENSOR o T—T  RECESSED MOUNTED - FIRE ALARM ANNUNCIATOR PANEL xP El PROJECTION SOUND JACK
TN  RECESSED MOUNTED ELECTRICAL PANEL - 'SP' DENOTES SUITE PANEL P
CX-105 C/W POWER PACK MW SURFACE CONTROL PANEL -'XP' DENOTES SECURITY PANEL E5-01 ELECTRICAL ROOM DETAIL - ELECTRICAL AS NOTED . . .
FAA
@ (5-20R) T-SLOT U-GROUND DUPLEX RECEPTACLE - FLUSH CEILING MOUNTED LEVITON CEILING MOUNTED INTEGRATED OGCUPANGY sp . SURFACE MOUNTED - FIRE ALARM ANNUNCIATOR PANEL SOUND BRIDGING JACK E5-02 MISCELLANEOUS DETAILS - ELECTRICAL N.T.S. . . .
UNLESS NOTED OTHERWISE ODCO5-MDW SENSOR, POWER BACK, AND PHOTOCELL IN SELF — SURFACE MOUNTED ELECTRICAL PANEL -*SP" DENOTES SUITE PANEL E5-03 MISCELLANEOUS DETAILS - ELECTRICAL N.T.S
CONTAINED UNIT. - - 19 * * *
FME
1 (c0) CARBON MONOXIDE DETECTOR TO BE SUPPLIED, INSTALLED AND WIRED BY ) — RECESSED MOUNTED - CENTRAL MONITORING AND EVACUATION FACILITIES AVP AMPLIFIER
¢ & 5A, U-GROUND SINGLE OR DUPLEX INSULATED/ISOLATED GROUND WATT STOPPER DIGITAL TIME-SWITCH WITH PRE-SET ON/OFF DIV. 15. THIS CONTRACTOR SHALL RUN A 20mm@ EC FROM DETECTOR TO ME-11 CONDO - EQUIPMENT SCHEDULES #1 NTS . : .
RECEPTACLE - FLUSH CEILING MOUNTED UNLESS NOTED OTHERWISE () TS 400 OPERATION CORRESPONDING CARBON MONOXIDE DETECTION CONTROL PANEL. VERIFY e - - 1.
EXACT LOCATIONS WITH DIV. 15 PRIOR TO ROUGH-IN. MOUT DEVICES AT
APPROXIMATELY 2700mm AF.F ON WALL OR COLUMN 1 SURFACE MOUNTED - CENTRAL MONITORING AND EVACUATION FACILITIES PA CONSOLE OR RACK C/W TERMINAL BOX ME-12 CONDO - EQUIPMENT SCHEDULES #2 N.T.S. . . .
L. WATT STOPPER LOW VOLTAGE MASTER SWITCH TO CONTROL o :
& (5-20R) T-SLOT U-GROUND DUPLEX INSULATED/ISOLATED GROUND 8 HDLS4SS CORRIDORS, OFFICES AND OPEN OFFICE AREAS cP ME-13 CONDO - EQUIPMENT SCHEDULES #3 N.T.S. . . .
RECEPTACLE - FLUSH CEILING MOUNTED UNLESS NOTED OTHERWISE @ TN SURFACE CONTROL PANEL - 'CP' DENOTES COMMUNICATION PANEL
END OF LINE RESISTOR ME-14 CONDO - EQUIPMENT SCHEDULES #4 N.T.S. . . .
15A U-GROUND SPLIT WIRED DUPLEX RECEPTAGLE - FLUSH CEILING WIRELESS ACCESS POINT CEILING MOUNTED UNLESS OTHERWISE ME-15 CONDO - EQUIPMENT SCHEDULES #5 N.T.S. . . .
, U- - SPECIFIED. (2 GANG BOX WITH ONE 120V DUPLEX AND A SINGLE GANG FOR
& N L ESE NOTED oTHERWISE LIGHTING CONTROL POWER DISTRIBUTION % REMOTE TROUBLE SIGNAL ELECTRIC HEATING COMMUNICATION WIRING) ME-21 ARTSCAPE - EQUIPMENT SCHEDULES #1 N.T.S. . . .
ME-22 ARTSCAPE - EQUIPMENT SCHEDULES #2 N.T.S . . .
AMAA BBH! N S
b 15A. U-GROUND DUPLEX RECEPTAGLE GW GROUND FAULT GIRCUIT $$84%  ONE, TWO, THREE AND FOUR GANG SINGLE POLE TOGGLE SWITCHES W POWER TRANSFORMER ADDRESSABLE MODULE ——=  ELECTRIC BASEBOARD HEATER, TYPE 'BBH1' AS SPECIFIED ME-23 ARTSCAPE - EQUIPMENT SCHEDULES #3 NTS. . . .
INTERRUPTER - FLUSH CEILING MOUNTED UNLESS NOTED OTHERWISE
3 MM DBH1 ME-31 RETAIL - EQUIPMENT SCHEDULES #1 N.T.S. . . .
$ 3-WAY SWITCH W\/ POWER TRANSFORMER C/W ELECTROSTATIC SHIELD SUPERVISOR CONTACT o———m  ARCHITECTURAL DRAFT BARRIER HEATER, TYPE 'DBH1' AS SPECIFIED ME-32 RETAIL - EQUIPMENT SCHEDULES #2 NTS . . .
(i) (5-20R) T-SLOT U-GROUND DUPLEX RECEPTACLE C/W GROUND FAULT CIRCUIT - ME-33 RETAIL - EQUIPMENT SCHEDULES #3 N.T.S.
INTERRUPTER - FLUSH CEILING MOUNTED UNLESS NOTED OTHERWISE PN - - .T.S. . .
4$ 4-WAY SWITCH Gy CURRENT CONTROL TRANSFORMER [mom| ELECTRIC KICKSPACE HEATER, TYPE 'KSH1' AS SPECIFIED
GENERAL NOTES:
DIH1
KEY OPERATED LIGHT SWITCH —o No—  INCOMING POWER INTERRUPTER SWITCH [mom| ELECTRIC DROP-IN HEATER, TYPE 'DIH1' AS SPECIFIED 1. MINIMUM CONDUIT SIZE SHALL BE 21mm UNLESS NOTED OTHERWISE.
P } CuH1 2. MOUNTING HEIGHT OF ALL EQUIPMENT/DEVICES SHOWN IN SYMBOL LEGEND
$ TOGGLE SWITCH C/W RED PILOT LIGHT —o No—  DISCONNECT SWITCH BT  CABINET UNIT HEATER, TYPE 'CUH1' AS SPECIFIED ABOVE SHALL BE MEASURED WITH RESPECT TO THE CENTER OF THE RELATED
KITCHEN APPLIANCES EQUIPMENT/DEVICE.
i Py } FFH1  RECESSED MOUNTED - ELECTRIC FORCE FLOW HEATER, TYPE 'FFH1' AS 3. ALL EXIT SIGNS IN EXPOSED AREAS NOT INDICATED AS WALL MOUNTED SHALL
® 1A 120V-10 DUPLEX RECEPTAGLE FOR DISHWASHER $ DOOR LIGHT SWITCH —° o~ MOLDED CASE CIRCUIT BREAKER = SPECIFIED BE SUSPENDED ON CONDUIT WITH BALL ALIGNERS SUCH THAT EXITS ARE
’ - ’ VISIBLE BELOW BEAMS/STRUCTURES/ MECHANICAL PIPING etc. COORDINATE
LOCATED AS SHOWN ON INTERIOR DESIGN DRAWINGS
A FFH N EXACT LOCATION ON SITE PRIOR TO INSTALLATION.
8 SWITCH MOUNTED OGCUPANGY SENSOR. TYPE A" AS SPECIFIED ¥ s DRAW OUT AIR CIRCUIT BREAKER | ggE&AF(I:gDMOUNTED - ELECTRIC FORCE FLOW HEATER, TYPE 'FFH1' AS
@ 15A, 120V-1¢ DUPLEX RECEPTACLE FOR FRIDGE, 4. ALL FLUORESCENT FIXTURES IN PARKING LEVELS SHALL BE CHAIN SUSPENDED
LOCATED AS SHOWN ON INTERIOR DESIGN DRAWINGS - — o TO CLEAR ALL OTHER EQUIPMENT AND STRUCTURES. COORDINATE EXACT
$ FAN CONTROL SWITCH —~4 s> FIXED AIR CIRCUIT BREAKER []  ELECTRICUNTHEATER TYPE UHT AS SPECIFIED LOCATIONS PRIOR TO INSTALLATION.
@ 15A, 120V-10 DUPLEX RECEPTACLE FOR UNDER-COUNTER 5. PROVIDE LOCKABLE ENCLOSURES WITH COMMON KEY ON ALL STARTERS AND
FRIDGE, LOCATED AS SHOWN ON INTERIOR DESIGN DRAWINGS iy DISCONNECT SWITCHES LOCATED IN PUBLIC AREAS. KEYS SHALL BE HANDED 5
$ VARIABLE SPEED FAN CONTROL SWITCH ——1— FUSE AREA OF SNOW MELTING CABLE - TYPE '01' AS SPECIFIED OVER TO OWNER AT END OF PROJECT.
2 5  BUILDING PERMIT RESUBMISSION  2017-04-25
@ lg% /JTZE\E/) 2\2 gh’gb\% SE?EEQ%RESSS(?,LTSSEV'\\‘,mg(sm' . — 6. REFER TO LIGHTING AND POWER RISER DETAILS FOR COMMON AREAS AND
$ MANUAL TIMER SWITCH = INCOMING POWER INTERRUPTER SWITCH HEAT TRACING CABLE AROUND HORIZONTAL PIPE - TYPE '002' AS SPECIFIED STAIRWELL CIRCUITING. 4 ISSUED FOR CONSTRUCTION 2016-04-21
3 -10-
() 30A 120/208V-10(14-30R) RECEPTACLE FOR DRYER, Mg MASTER SWITCH . 7. ALL EXIT LIGHTS WITHIN PARKADE AREA SHALL BE TYPE 'E1" UNLESS NOTED ISSUED FOR TENDER 2015-10-30
LOCATED ON INTERIOR DESIGN DRAWINGS @ KW/HR METER (@D  HEAT TRACING GABLE AROUND VERTICAL PIPE - TYPE ‘00 AS SPECIFIED OTHERWISE 2 BUILDING PERMIT SUBMISSION 2015-06-12
A L
8. ALLEXIT LIGHTS WITHIN COMMON PUBLIC AREAS EXCLUDING PARKADE AREAS 1 WT REVIEW 2015-05-01
15A, 120V-10 DUPLEX RECEPTACLE FOR WASHER, E’ DIMMER SWITCH, TYPE 'A' AS SPECIFIED > W
SHALL BE TYPE 'E2' UNLESS NOTED OTHERWISE
LOCATED AS SHOWN ON INTERIOR DESIGN DRAWINGS DIGITAL METERING SYSTEM No Issued For Date
9. REFER TO ACOUSTICAL REPORT FOR THE SPECIFIC REQUIREMENT FOR
@ 15A, 120V-1@ DUPLEX RECEPTACLE FOR WASHER, AND PROGRAMMABLE TIME CLOCK, TYPE 'A' AS SPECIFIED ELECTRICAL INSTALLATION & PROVISIONS.
, - - , MISCELLANEOUS
LOGATED AS SHOWN ON INTERIOR DESIGN DRAWINGS IXI ] Buspuet ELECTRICAL CAR CHARGING STATION
CEILING MOUNTED OCCUPANCY SENSOR, TYPE 'A' AS SPECIFIED E
@ 50A, 120V/208V-10 (14-50R) RECEPTACLE FOR STOVE, —°>¢ AUTOMATIC TRANSFER SWITCH - 'IBP-DENOTES ISOLATION BYPASS SWITCH dj) INDICATES EXISTING DEVICE TO REMAIN
LOCATED AS SHOWN ON INTERIOR DESIGN DRAWINGS IBP @ PROVIDE SINGLE GANG BOX, 20mm@C CONDUIT AND 20A, 120V-1@ (5-20R)
PHOTO ELECTRIC CONTROL RECEPTACLE FOR 'TYPE 1' ELECTRICAL CAR CHARGE STATION. LOCATED W N
@ 20A, 120V-1@ DUPLEX RECEPTACLE FOR MICROWAVE, ® EMERGENCY GENERATOR AS SHOWN ON FLOOR PLANS. dj) INDICATES EXISTING DEVICE TO BE MOVED AT BAYSIDE TORONTO
LOCATED AS SHOWN ON INTERIOR DESIGN DRAWINGS
@ LOW VOLTAGE RELAY @ PROVIDE TWO GANG BOX, 25mm@C CONDUIT AND 50A, 208V-19 (5-60R) . SUITE NOTES:
RECEPTACLE FOR 'TYPE 2' ELECTRICAL CAR CHARGE STATION. LOCATED AS (ﬁ) INDICATES EXISTING DEVICE IN RELOCATED POSITION SUITE NOTES:
@ 20A, 120V/208V-1@ DIRECT CONNECTION FOR BUILD-IN OVEN, EMERGENCY LIGHTING INVERTER SHOWN ON FLOOR PLANS.
LOCATED AS SHOWN ON INTERIOR DESIGN DRAWINGS KITCHEN EQUIPMENT IS SHOWN FOR SCOPE PURPOSES ONLY. EXACT LAYOUTS TO
H LOW VOLTAGE RELAY PANEL, TYPE 'A' AS SPECIFIED @ PROVIDE SINGLE GANG BOX, 20mm@C CONDUIT AND BLANK COVER FOR (ﬁ) D DICATES EXISTING DEVICE T0 BE DEMOLISHED @ BE BASED ON INDIVIDUAL SHOP DRAWINGS. (TYPICAL) me—
. UNINTERRUPTABLE POWER SUPPLY 'TYPE 1' ELECTRICAL CAR CHARGE STATION ROUGH-IN. LOCATED AS rawing lite
@ EE())% /Jng\c/)/iOSS\slllgV\?#BIF\JEfﬁl?ggﬁ)ggg&efuog&mﬁ%s; FAN, SHOWN ON FLOOR PLANS. @ ALL LIGHT SWITCHES IN SUITES TO BE MOUNTED 1100mm A.F.F. TO THE TOP AND
LOW VOLTAGE CONTROL STATION, TYPE 'LVO1' AS SPECIFIED SROVIDE TWO GANG BOX. 25mmaC CONDUIT AND 20A. 120V-13 (5.20R ALL FIXTURES IN SUITES TO BE PLACED AS PER INTERIOR DESIGN DRAWINGS.
40A, 120V/208V-1@ DIRECT CONNECTION FOR BUILT IN COOKTOP @ . .\ MoD! 20VR 2R INDICATES CONDUIT (TYPICAL)
, , RECEPTACLE FOR 'TYPE 1' MODIFIED TO ACCOMMODATE 'TYPE 2' ELECTRICAL E LECTRl CAL SYM BOL
LOCATED AS SHOWN ON INTERIOR DESIGN DRAWINGS CAR CHARGE STATION IN FUTURE. LOCATED AS SHOWN ON FLOOR PLANS. @ WHEN MORE THAN ONE SMOKE ALARM (OR COMBINATION SMOKE ALARM/C.O.
LVM LOW VOLTAGE CONTROL SYSTEM MASTER STATION DETECTOR) IS REQUIRED IN A DWELLING UNIT, THE DETECTORS SHALL BE WIRED
@ ELECTRICAL DRAWING NOTES SO THAT THE ACTIVATION OF ONE DETECTOR WILL CAUSE ALL DETECTORS WITHIN L EG END , DRAWIN G LI ST
(TYP) THE DWELLING UNIT TO SOUND. (TYPICAL)
OUTLET MOUNTED ON SIDE OF KITCHEN COUNTER. INSTALL VERTICALLY 100mm & G ENERAL N OTES
BELOW COUNTER TOP AND 100mm FROM END OF SIDE GABLE. (TYPICAL)
@ ALL RECEPTACLES IN SUITES TO BE MOUNTED 400mm A.F.F. TO THE TOP. (TYPICAL)
ABBREVIATIONS STRUCTURAL REQUIREMENTS: ALL TV OUTLETS AND ASSOCIATED RECEPTACLES IN SUITES TO BE MOUNTED 1200mm Proect
A.F.F. TO THE TOP UNLESS OTHERWISE NOTED.
A - AMPERES CSTE - CUSTOMER SERVICE TERMINATION FU - FUSE MIC - MICROWAVE ss - SELECTOR SWITCH - 5= ——— e EE=E O
A - cr S R I e - SeereN - REFERTOSTRUCTLRALDRANING TYPIGALDETALS S Himes 1hIDEL
AFF : ABOVE FINISHED FLOOR CTP i COMPUTER TERMINAL PRINTER . MTG : MOUNTING TEL - TELEPHONE ALL RECEPTACLES IN KITCHEN WITHIN 1m OF SINK SHALL BE PROVIDED WITH A 20AMP - AR E AN
2. AREA OF CONDUITS NOT TO EXCEED 1% OF COLUMN CROSS SECTIONAL AREA T-SLOT (5-20RA) GFI RECEPTACLE.
AFG - ABOVE FINISHED GRADE GFI - GROUND FAULT CIRCUIT INTERRUPTER MV - EXISTING TO BE MOVED TYP - TYPICAL
(NOTE THAT SOME COLUMNS MAY NOT HAVE ANY CONDUIT PERMITTED DUE TO
BFC BELOW FINISHED CEILING BB - Bﬁafc? BURIED g\F/{vB - gggE%RDAvT/?RFE M ) MOUNTED IN MILLWORK uc UNDER COUNTER THEIR CRITICAL NATURE). BALCONY RECEPTACLES SHALL BE GFCI PROTECTED OR INCLUDED WITH GROUND
- - - - FAULT CIRCUIT.
BFG - BELOW FINISHED GRADE DHWH - DOMESTIC HOT WATER HEATER NC - NORMALLY CLOSED
BB - BASEBOARD HEATER DHWT - DOMESTIC HOT WATER TANK DIV. 15 PROVIDED H - HORIZONTAL NIC - NOT IN CONTRACT v - VOLT 3. CONDUITS TO BE PLACED WITHIN MIDDLE 1/3 OF SLAB OR WALL THICKNESS. @ SWITCH LOCATED BETWEEN 500mm~1000mm FROM A BATH TUB OR SHOWER STALL B |OCk 3 - R3 & R4
50 © BATTERVUNIT oN . oo " T TIORSEPOWER NG © NORMALLY OPEN VM oo VENDIGIIACHINE 5. OUTSIDE DIAMETER OF CONDUITS NOT TO EXCEED 1/3 OF SLAB OR WALL THICKNESS. SAFETY GODE' 30-320 POR DETAIL. o e en 1O ONTARIO ELECTRIGAL Queen's Quay East
DP - DISTRIBUTION PANEL IG - ISOLATED GROUND NTS - NOT TO SCALE W - WALL MOUNTED Toron t)c/> ON
c - CONDUCTOR DT - DUST TIGHT INT - INTERLOCK weC - WATER COOLER 6. MINIMUM CENTRE TO CENTRE SPACING OF ADJACENT CONDUITS = 6 X LARGER ;
CDP - CENTRAL DISTRIBUTION PANEL P - PUMP (WHEN USED WITH MOTOR SYMBOL) WG - WIRE GUARD CONDUIT DIAMETER. oo
CF - CEILING FAN E - EXISTING kVA - KILO VOLT-AMPERES PA - PUBLIC ADDRESS WHP - WEATHER PROOF NTS
CFM - COFFEE MACHINE EC - EMPTY CONDUIT kW - KILOWATTS PDU - POWER DISTRIBUTION UNIT WL - WET LOCATION 7. CONDUITS TO BE LOCATED A MINIMUM OF 600mm FROM FACES OF COLUMNS. s
CH - CHILDPROOF EF - EXHAUST FAN PH - PHASE PANEL WP - WATER PROOF —Drawnby
8k/|G ) 85'&'@"(,\3‘ Q"T?(;JNB%NETI o EH - ELECTRIC HEATER th - t%%ﬁﬁ"égﬁEEEREAKER l';g'— ) E;IEI?EVRER PANEL WT - WATER TIGHT 8. CONDUITS TO BE LOCATED A MINIMUM OF 600mm FROM THE ENDS OF STUDRAILS Author
THAT MAY BE PLACED AROUND COLUMNS. EE————
CM FVNR - COMBINATION MAGNETIC, FULL VOLTAGE NON- F - FLUSH FLOOR MOUNTED LTG - LIGHTING XP - EXPLOSION PROOF CheoKed by
REVERSABLE FA - FIRE ALARM LV - LOW VOLTAGE QP - QUAD PLEX
CM RVNR - COMBINATION MAGNETIC, REDUCED VOLTAGE FC - FAN COIL (WHEN USED WITH MOTOR SYMBOL) LVR - LOW VOLTAGE RELAY 9. CROSS CONDUITS AT 90 DEGREE ANGLES. Checker
NON-REVERSABLE FC - FOOT CANDLE R - RELOCATE(D) I ——
CNDT ) CONDUIT i ) FORCE FLOW MG ) METERING CENTRE RP - RECEPTAGLE PANEL 10. JRcl)EIILETR TO DETAIL DRAWING AND SPECIFICATION FOR CONDUIT CROSSING EXPANSION Project No.
CcP - COPY MACHINE FM - FLOOR MOUNTED MCC - MOTOR CONTROL CENTRE RI - ROUGH-IN : 8489D
cs - MOUNTED IN CRAWLSPACE FR - FRIDGE MCD - MULTI CONDUCTOR NOTE: —Date
FS ; DEVICE MOUNTED IN RAISED FLOOR SPACE MD ; MAIN DISTRIBUTION sc - SEPARATE CIRCUIT NOT ALL SYMBOLS SHOWN ON THIS LEGEND ARE NECESSARILY USED ON THIS PROJECT. 08/28/12
D
Drawing No.
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Contractor Must Check And Verify All Dimensions On The Job.
Do Not Scale The Drawings.

All Drawings, Specifications And Related Documents Are The Copyright
Of The Architect And Must Be Returned Upon Request.

Reproduction Of Drawings, Specifications And Related Documents
In Part Or Whole Is Forbidden Without The Architects Written Permission.

This Drawing Is Not To Be Used For Construction Until Signed ByThe
Architect.
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NOTES:

@ ALL RETAIL TEMPORARY LIGHTING FIXTURES ARE TYPE 'F2' UNLESS OTHERWISE
NOTED. PROVIDE SWITCHES FOR LIGHTING CONTROL

2. REFER TO RISER FOR STAIRS AND COMMON AREA CIRCUITS. (DWG. E4-01)

3. SPRINKLER SYSTEM FLOW SWITCH AND SUPERVISORY VALVE. REFER TO
MIRENDA INCORPORATED DRAWING 'SP2' FOR QUANTITY AND DESCRIPTION.

@ PROVIDE POWER, CONDUIT AND JUNCTION BOX FOR A COMPLETE POWER DOOR
OPERATION SYSTEM.

RUN 1-63mm E.C. & 1-41mm E.C. FROM ELEVATOR HOISTWAY TO C.A.C.F. AND FROM
C.A.C.F. TO CONCIERGE DESK. REFER TO SPECIFICATION SECTION 16110.

MOTORIZED DOOR/LOUVERS CONTROLLED FROM CACF FOR SMOKE MANAGEMENT.
REFER DETAIL-3/E4-02 FOR CONTROL DETAILS.

EXIT SIGNS IN RETAIL AREA, RETAIL LOADING AREA AND RETAIL SERVICE
CORRIDOR ARE FED FROM '6E1MCRP-5'".

LIGHTING SHALL BE WIRED THROUGH A CONTACTOR & CONTROLLER USING A TIMER.

@ ELEVATOR MONITORING BY DIV. 14. PROVIDE CIRCUITS AND POWER AS REQUIRED.

PROVIDE POWER, CONDUIT AND JUNCTION BOX FOR A COMPLETE POWER DOOR
OPERATION SYSTEM IN RETAIL AREA. POWER TO COME FROM RETAIL TENANT
PANEL.

@ PROVIDE STEP UP TRANSFORMER FOR TYPE 'X9' LIGHITNG FIXTURES.
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